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Current copies of the following documents are hereby made part of these contract documents
by reference. These documents are available on the DFCM web site at http://dfcm.utah.gov or are
available upon request from DFCM.

DFCM General Conditions dated May 25, 2005.
DFCM Application and Certification for Payment dated May 25, 2005.

Technical Specifications :
Drawings:

The Agreement and General Conditions dated May 25, 2005
have been updated from versions that were formally adopted
and in use prior to this date. The changes made to the Genera

Conditions are identified in a document entitled Revisions to
General Conditions that is available on DFCM’s web site a
://dfcm.utah.gov|

DFCM FORM 1a 113006



NOTICE TO CONTRACTORS

Sealed bids will be received by the Division of Facilities Construction and Management (DFCM) for:

CENTRAL PLANT ASPHALT REPAIRS

CENTRAL UTAH CORRECTIONAL FACILITY
DEPARTMENT OF CORRECTIONS — GUNNISON, UTAH
DFCM PROJECT NO: 06090110

Bids will be in accordance with the Contract Documents that will be available at 4:00 PM on Tuesday,
January 16, 2007 and distributed in electronic format only on CDs from DFCM, 4110 State Office
Building, Salt Lake City, Utah and on the DFCM web page at http://dfcm.utah.gov. For questions
regarding this project, please contact Brent Lloyd, DFCM, at 801-538-3471. No others are to be
contacted regarding this bidding process. The construction budget for this project is $175,000.00.

A mandatory pre-bid meeting will be held at 10:00 AM on Thursday, February 1, 2007 at the
Administration Building, Central Utah Correctional Facility, 255 East 300 North, Gunnison, Utah..
All bidders wishing to bid on this project are required to attend this meeting. SECURITY
CLEARANCE IS REQUIRED for all those planning on attending this mandatory pre-bid. Submit the
Access Application (see project manual attachment at http://dfcm.utah.gov) by 4:00 PM on Thursday,
January 25, 2007 to Terry Jacobs (phone 435-528-6151, fax 435-528-3051, or e-mail
tjacobs@utah.gov)

Bids will be received until the hour of 1:00 PM on Wednesday, February 14, 2007 at the Wasatch
Building at the Utah State Fairpark, approximately 155 North 1000 West, Salt Lake City, Utah. Refer
to the map on the DFCM website for directions (http://dfcm.utah.gov/downloads/fairpark_map.pdf).
Bids will be opened and read aloud in the Wasatch Building at the Utah State Fairpark. NOTE: Bids
must be received at the Wasatch Building at the Utah State Fairpark by the specified time.

A bid bond in the amount of five percent (5%) of the bid amount, made payable to the Division of
Facilities Construction and Management on DFCM’s bid bond form, shall accompany the bid.

The Division of Facilities Construction and Management reserves the right to reject any or all bids or
to waive any formality or technicality in any bid in the interest of DFCM.

DIVISION OF FACILITIES CONSTRUCTION AND MANAGEMENT

Marla Workman, Contract Coordinator
4110 State Office Building, Salt Lake City, Utah 84114
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PROJECT DESCRIPTION

Installation of new asphalt in parking area on the southeast side of the Central Plant (Maintenance
Building), includes excavation and subgrade, and additional patching throughout the facility.
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STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES

DFCM

Division of Facilities Construction and Management

PROJECT SCHEDULE

PROJECT NAME: CENTRAL PLANT PAVING REPAIRS
CENTRAL UTAH CORRECTIONAL FACILITY
DEPARTMENT OF CORRECTIONS - GUNNISON, UTAH
DFCM PROJECT NO. 06090110

Event Day Date Time Place
Bidding Documents Tuesday January 16, 2007 4.00 PM | DFCM
Available 4110 State Office Bldg
SLC, UT or DFCM web site *
Submit Security Thursday | January 25,2007 | 4:00 PM | Terry Jacobs
Clearance Information CUCF - Gunnison, UT

Fax 435-528-3051or
e-mail tjacobs@utah.gov

Mandatory Pre-bid Thursday | February 1,2007 | 10:00 AM | Administration Building
Site Meeting CUCF

255 East 300 North
Gunnison, UT

Last Day to Submit Thursday | February 8,2007 | 4:00 PM | Brent Lloyd — DFCM
Questions e-mail brentlloyd@utah.gov
Addendum Issued Friday February 9,2007 | 4:00 PM | DFCM web site *
Responding to
Questions (if needed)
Prime Contractors Wednesday February 14, 1:00 PM | Wasatch Building
Turn In Bid and Bid 2007 Utah State Fairpark
Bond Approx 155 North 1000 West
Salt Lake City, UT **
Sub-contractor List Thursday February 15, 1:00PM | DFCM
Due 2007 4110 State Office Bldg
SLC, UT
Fax 801-538-3677
Substantial Friday June 29, 2007
Completion Date

* NOTE: DFCM’s web site address is http://dfcm.utah.gov

**  Due to the ongoing construction on Capitol Hill and the anticipated shortage of parking during 2007,
all bids will be received and opened at the Wasatch Building at the Utah State Fairpark. Refer to map
on the DFCM web site for directions (http://dfcm.utah.gov/downloads/fairpark map.pdf)
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STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES

DFCM
Division of Facilities Construction and Management

BID FORM

NAME OF BIDDER DATE

To the Division of Facilities Construction and Management
4110 State Office Building
Salt Lake City, Utah 84114

The undersigned, responsive to the "Notice to Contractors" and in accordance with the "Instructions to Bidders”, in
compliance with your invitation for bids for the CENTRAL PLANT PAVING REPAIRS - CENTRAL UTAH
CORRECTIONAL FACILITY - DEPARTMENT OF CORRECTIONS — GUNNISON, UTAH - DFCM
PROJECT NO. 06090110 and having examined the Contract Documents and the site of the proposed Work and
being familiar with all of the conditions surrounding the construction of the proposed Project, including the
availability of labor, hereby proposes to furnish all labor, materials and supplies as required for the Work in
accordance with the Contract Documents as specified and within the time set forth and at the price stated below.
This price is to cover all expenses incurred in performing the Work required under the Contract Documents of which
this bid is a part:

I/We acknowledge receipt of the following Addenda:

For all work shown on the Drawings and described in the Specifications and Contract Documents, I/we agree to
perform for the sum of:

DOLLARS ($ )

(In case of discrepancy, written amount shall govern)

I/We guarantee that the Work will be Substantially Complete by June 29, 2007, should I/we be the successful
bidder, and agree to pay liquidated damages in the amount of $500.00 per day for each day after expiration of
the Contract Time as stated in Article 3 of the Contractor’s Agreement.

This bid shall be good for 45 days after bid opening.

Enclosed is a 5% bid bond, as required, in the sum of

The undersigned Contractor's License Number for Utah is

Upon receipt of notice of award of this bid, the undersigned agrees to execute the contract within ten (10) days,
unless a shorter time is specified in the Contract Documents, and deliver acceptable Performance and Payment
bonds in the prescribed form in the amount of 100% of the Contract Sum for faithful performance of the
contract.
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BID FORM
PAGE NO. 2

The Bid Bond attached, in the amount not less than five percent (5%) of the above bid sum, shall become the
property of the Division of Facilities Construction and Management as liquidated damages for delay and
additional expense caused thereby in the event that the contract is not executed and/or acceptable 100%
Performance and Payment bonds are not delivered within the time set forth.

Type of Organization:

(Corporation, Partnership, Individual, etc.)

Any request and information related to Utah Preference Laws:

Respectfully submitted,

Name of Bidder

ADDRESS:

Authorized Signature
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INSTRUCTIONS TO BIDDERS

1. Drawings and Specifications, Other Contract Documents

Drawings and Specifications, as well as other available Contract Documents, may be obtained as stated
in the Invitation to Bid.

2. Bids

Before submitting a bid, each contractor shall carefully examine the Contract Documents, shall visit
the site of the Work; shall fully inform themselves as to all existing conditions and limitations; and
shall include in the bid the cost of all items required by the Contract Documents. If the bidder
observes that portions of the Contract Documents are at variance with applicable laws, building codes,
rules, regulations or contain obvious erroneous or uncoordinated information, the bidder shall
promptly notify the DFCM Representative and the necessary changes shall be accomplished by
Addendum.

The bid, bearing original signatures, must be typed or handwritten in ink on the Bid Form provided in
the procurement documents and submitted in a sealed envelope at the location specified by the
Invitation to Bid prior to the deadline for submission of bids.

Bid bond security, in the amount of five percent (5%) of the bid, made payable to the Division of
Facilities Construction and Management, shall accompany bid. THE BID BOND MUST BE ON THE
BID BOND FORM PROVIDED IN THE PROCUREMENT DOCUMENTS IN ORDER TO BE
CONSIDERED AN ACCEPTABLE BID.

If the bid bond security is submitted on a bid bond form other than DFCM’s required bid bond form,
and the bid security meets all other legal requirements, the bidder will be allowed to provide an
acceptable bid bond by the close of business on the next business day following notification by DFCM
of submission of a defective bid bond security. NOTE: A cashier’s check cannot be used as a
substitute for a bid bond.

3. Contract and Bond

The Contractor's Agreement will be in the form found in the specifications. The Contract Time will be
as indicated in the bid. The successful bidder, simultaneously with the execution of the Contract
Agreement, will be required to furnish a performance bond and a payment bond, both bearing original
signatures, upon the forms provided in the procurement documents. The performance and payment
bonds shall be for an amount equal to one hundred percent (100%) of the contract sum and secured
from a company that meets the requirements specified in the requisite forms. Any bonding
requirements for subcontractors will be specified in the Supplementary General Conditions.
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INSTRUCTIONS TO BIDDERS
PAGE NO. 2

4. Listing of Subcontractors

Listing of Subcontractors shall be as summarized in the “Instructions and Subcontractor’s List Form”,
which are included as part of these Contract Documents. The Subcontractors List shall be delivered to
DFCM or faxed to DFCM at (801)538-3677 within 24 hours of the bid opening. Requirements for
listing additional subcontractors will be listed in the Contract Documents.

DFCM retains the right to audit or take other steps necessary to confirm compliance with requirements
for the listing and changing of subcontractors. Any contractor who is found to not be in compliance
with these requirements is subject to a debarment hearing and may be debarred from consideration for
award of contracts for a period of up to three years.

5. Interpretation of Drawings and Specifications

If any person or entity contemplating submitting a bid is in doubt as to the meaning of any part of the
drawings, specifications or other Contract Documents, such person shall submit to the DFCM Project
Manager a request for an interpretation thereof. The person or entity submitting the request will be
responsible for its prompt delivery. Any interpretation of the proposed documents will be made only
by addenda posted on DFCM’s web site at http://dfcm.utah.gov. Neither the DFCM nor A/E will be
responsible for any other explanations or interpretations of the proposed documents. A/E shall be
deemed to refer to the architect or engineer hired by DFCM as the A/E or Consultant for the Project.

6. Addenda

Addenda will be posted on DFCM’s web site at http://dfcm.utah.gov. Contractors are responsible for
obtaining information contained in each addendum from the web site. Addenda issued prior to the
submittal deadline shall become part of the bidding process and must be acknowledged on the bid
form. Failure to acknowledge addenda may result in disqualification from bidding.

7. Award of Contract

The Contract will be awarded as soon as possible to the lowest, responsive and responsible bidder,
based on the lowest combination of base bid and acceptable prioritized alternates, provided the bid is
reasonable, is in the interests of the State of Utah to accept and after applying the Utah Preference
Laws in U.C.A. Title 63, Chapter 56. DFCM reserves the right to waive any technicalities or
formalities in any bid or in the bidding. Alternates will be accepted on a prioritized basis with
Alternate 1 being highest priority, Alternate 2 having second priority, etc.
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INSTRUCTIONS TO BIDDERS
PAGE NO. 3

8. DFCM Contractor Performance Rating

As a contractor completes each DFCM project, DFCM, the architect/engineer and the using agency
will evaluate project performance based on the enclosed “DFCM Contractor Performance Rating”
form. The ratings issued on this project will not affect this project but may affect the award on future
projects.

9. Licensure

The Contractor shall comply with and require all of its subcontractors to comply with the license laws
as required by the State of Utah.

10. Right to Reject Bids

DFCM reserves the right to reject any or all Bids.

11. Time is of the Essence

Time is of the essence in regard to all the requirements of the Contract Documents.

12. Withdrawal of Bids

Bids may be withdrawn on written request received from bidder prior to the time fixed for opening.
Negligence on the part of the bidder in preparing the bid confers no right for the withdrawal of the bid
after it has been opened.

13. Product Approvals

Where reference is made to one or more proprietary products in the Contract Documents, but
restrictive descriptive materials of one or more manufacturer(s) is referred to in the Contract
Documents, the products of other manufacturers will be accepted, provided they equal or exceed the
standards set forth in the drawings and specifications and are compatible with the intent and purpose of
the design, subject to the written approval of the A/E. Such written approval must occur prior to the
deadline established for the last scheduled addenda to be issued. The A/E’s written approval will be in
an issued addendum. If the descriptive material is not restrictive, the products of other manufacturers
specified will be accepted without prior approval provided they are compatible with the intent and
purpose of the design as determined by the A/E.
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INSTRUCTIONS TO BIDDERS
PAGE NO. 4

14. Financial Responsibility of Contractors, Subcontractors and Sub-subcontractors

Contractors shall respond promptly to any inquiry in writing by DFCM to any concern of financial
responsibility of the contractor, subcontractor or sub-subcontractor.

15. Debarment

By submitting a bid, the Contractor certifies that neither it nor its principals, including project and site
managers, have been, or are under consideration for, debarment or suspension, or any action that
would exclude such from participation in a construction contract by any governmental department or
agency. Ifthe Contractor cannot certify this statement, attach to the bid a detailed written explanation
which must be reviewed and approved by DFCM as part of the requirements for award of the Project.
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BID BOND
(Title 63, Chapter 56, U. C. A. 1953, as Amended)

KNOW ALL PERSONS BY THESE PRESENTS:

That hereinafter referred to as
the "Principal," and , a corporation organized and existing
under the laws of the State of , with its principal office in the City of and authorized to transact

business in this State and U. S. Department of the Treasury Listed, (Circular 570, Companies Holding Certificates of Authority as Acceptable
Securities on Federal Bonds and as Acceptable Reinsuring Companies); hereinafter referred to as the "Surety," are held and firmly bound unto
the STATE OF UTAH, hereinafter referred to as the "Obligee," in the amount of $ (5% of the
accompanying bid), being the sum of this Bond to which payment the Principal and Surety bind themselves, their heirs, executors,
administrators, successors and assigns, jointly and severally, firmly by these presents.

THE CONDITION OF THIS OBLIGATION IS SUCH that whereas the Principal has submitted to Obligee the accompanying
bid incorporated by reference herein, dated as shown, to enter into a contract in writing for the

Project.

NOW, THEREFORE, THE CONDITION OF THE ABOVE OBLIGATION IS SUCH, that if the said principal does not
execute a contract and give bond to be approved by the Obligee for the faithful performance thereof within ten (10) days after being notified
in writing of such contract to the principal, then the sum of the amount stated above will be forfeited to the State of Utah as liquidated
damages and not as a penalty; if the said principal shall execute a contract and give bond to be approved by the Obligee for the faithful
performance thereof within ten (10) days after being notified in writing of such contract to the Principal, then this obligation shall be null and
void. It is expressly understood and agreed that the liability of the Surety for any and all defaults of the Principal hereunder shall be the full
penal sum of this Bond. The Surety, for value received, hereby stipulates and agrees that obligations of the Surety under this Bond shall be
for a term of sixty (60) days from actual date of the bid opening.

PROVIDED, HOWEVER, that this Bond is executed pursuant to provisions of Title 63, Chapter 56, Utah Code Annotated, 1953,
as amended, and all liabilities on this Bond shall be determined in accordance with said provisions to same extent as if it were copied at
length herein.

IN WITNESS WHEREOF, the above bounden parties have executed this instrument under their several seals on the date indicated
below, the name and corporate seal of each corporate party being hereto affixed and these presents duly signed by its undersigned
representative, pursuant to authority of its governing body.

DATED this day of 20
Principal's name and address (if other than a corporation): Principal's name and address (if a corporation):
By: By:
Title: Title:
(Affix Corporate Seal)
Surety's name and address:
STATE OF )
) ss. By:
COUNTY OF ) Attorney-in-Fact (Affix Corporate Seal)
On this day of ,20 , personally appeared before me

whose 1dent1ty is personally known to me or proved to me on the basis of satisfactory evidence, and who, being by me duly sworn, did say
that he/she is the Attorney-in-fact of the above-named Surety Company, and that he/she is duly authorized to execute the same and has
complied in all respects with the laws of Utah in reference to becoming sole surety upon bonds, undertakings and obligations, and that he/she
acknowledged to me that as Attorney-in-fact executed the same.

Subscribed and sworn to before me this day of 20
My Commission Expires:
Resides at:

NOTARY PUBLIC
Agency:
Agent:

Address: Approved As To Form: May 25, 2005
Phone: By Alan S. Bachman, Asst Attorney General
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STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES

DFCM

Division of Facilities Construction and

INSTRUCTIONS AND SUBCONTRACTORS LIST FORM

The three low bidders, as well as all other bidders that desire to be considered, are required by law to
submit to DFCM within 24 hours of bid opening a list of ALL first-tier subcontractors, including the
subcontractor’s name, bid amount and other information required by Building Board Rule and as stated
in these Contract Documents, on the following basis:

PROJECTS UNDER $500,000 - ALL SUBS $20,000 OR OVER MUST BE LISTED
PROJECTS $500,000 OR MORE - ALL SUBS $35,000 OR OVER MUST BE LISTED

¢ Any additional subcontractors identified in the bid documents shall also be listed.

e The DFCM Director may not consider any bid submitted by a bidder if the bidder fails to submit a
subcontractor list meeting the requirements of State law.

e List subcontractors for base bid as well as the impact on the list that the selection of any alternate
may have.

¢ Bidder may not list more than one subcontractor to perform the same work.

¢ Bidder must list “Self” if performing work itself.

LICENSURE:

The subcontractor’s name, the type of work, the subcontractor’s bid amount, and the subcontractor's
license number as issued by DOPL, if such license is required under Utah Law, shall be listed. Bidder
shall certify that all subcontractors, required to be licensed, are licensed as required by State law. A
subcontractor includes a trade contractor or specialty contractor and does not include suppliers who
provide only materials, equipment, or supplies to a contractor or subcontractor.

BIDDER LISTING 'SELF' AS PERFORMING THE WORK:

Any bidder that is properly licensed for the particular work and intends to perform that work itself in
lieu of a subcontractor that would otherwise be required to be on the subcontractor list, must insert the
term ‘Self” for that category on the subcontractor list form. Any listing of ‘Self” on the sublist form
shall also include the amount allocated for that work.

‘SPECIAL EXCEPTION”:

A bidder may list ‘Special Exception’ in place of a subcontractor when the bidder intends to obtain a
subcontractor to perform the work at a later date because the bidder was unable to obtain a qualified or
reasonable bid under the provisions of U.C.A.Section 63A-5-208(4). The bidder shall insert the term
‘Special Exception’ for that category of work, and shall provide documentation with the subcontractor
list describing the bidder’s efforts to obtain a bid of a qualified subcontractor at a reasonable cost and
why the bidder was unable to obtain a qualified subcontractor bid. The Director must find that the
bidder complied in good faith with State law requirements for any ‘Special Exception’ designation, in
order for the bid to be considered. If awarded the contract, the Director shall supervise the bidder’s
efforts to obtain a qualified subcontractor bid. The amount of the awarded contract may not be
adjusted to reflect the actual amount of the subcontractor’s bid. Any listing of ‘Special Exception’ on
the sublist form shall also include amount allocated for that work.
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INSTRUCTIONS AND SUBCONTRACTORS LIST FORM
Page No. 2

GROUNDS FOR DISQUALIFICATION:

The Director may not consider any bid submitted by a bidder if the bidder fails to submit a
subcontractor list meeting the requirements of State law. Director may withhold awarding the contract
to a particular bidder if one or more of the proposed subcontractors are considered by the Director to
be unqualified to do the Work or for such other reason in the best interest of the State of Utah.
Notwithstanding any other provision in these instructions, if there is a good faith error on the sublist
form, at the sole discretion of the Director, the Director may provide notice to the contractor and the
contractor shall have 24 hours to submit the correction to the Director. If such correction is submitted
timely, then the sublist requirements shall be considered met.

CHANGES OF SUBCONTRACTORS SPECIFICALLY IDENTIFIED ON SUBLIST FORM:

Subsequent to twenty-four hours after the bid opening, the contractor may change its listed
subcontractors only after receiving written permission from the Director based on complying with all
of the following criteria.

(1) The contractor has established in writing that the change is in the best interest of the State and
that the contractor establishes an appropriate reason for the change, which may include, but not
is not limited to, the following reasons: the original subcontractor has failed to perform, or is
not qualified or capable of performing, and/or the subcontractor has requested in writing to be
released.

(2) The circumstances related to the request for the change do not indicate any bad faith in the
original listing of the subcontractors.

3) Any requirement set forth by the Director to ensure that the process used to select a new
subcontractor does not give rise to bid shopping.

(4) Any increase in the cost of the subject subcontractor work is borne by the contractor.

(5) Any decrease in the cost of the subject subcontractor work shall result in a deductive change
order being issued for the contract for such decreased amount.

(6) The Director will give substantial weight to whether the subcontractor has consented in writing
to being removed unless the Contractor establishes that the subcontractor is not qualified for
the work.

EXAMPLE:

Example of a list where there are only four subcontractors:

SUBCONTRACTOR, SUBCONTRACTOR
TYPE OF WORK “SELF” OR “SPECIAL EXCEPTION” BID AMOUNT CONT. LICENSE #
ELECTRICAL ABCD Electric Inc. $350,000.00 123456789000
LANDSCAPING “Self” 300,000.00 123456789000
CONCRETE (ALTERNATE #1) XYZ Concrete Inc 298,000.00 987654321000
MECHANICAL “Special Exception” Fixed at: 350,000.00 (TO BE PROVIDED
(attach documentation) AFTER OBTAINING
SUBCONTRACTOR)

PURSUANT TO STATE LAW - SUBCONTRACTOR BID AMOUNTS CONTAINED IN THIS

SUBCONTRACTOR LIST SHALL NOT BE DISCLOSED UNTIL THE CONTRACT HAS BEEN AWARDED.

DFCM FORM 1b 113006
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STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES

L] L] L] L] L] ° L] DFCM
Division of Facilities Construction and
SUBCONTRACTORS LIST
FAX TO 801-538-3677
PROJECT TITLE:
Caution: You must read and comply fully with instructions.
SUBCONTRACTOR, SUBCONTRACTOR

TYPE OF WORK “SELF” OR “SPECIAL EXCEPTION” BID AMOUNT CONT. LICENSE #
We certify that:
1. This list includes all subcontractors as required by the instructions, including those related to the base bid as well as any

alternates.

2. We have listed “Self” or “Special Exception” in accordance with the instructions.
3. All subcontractors are appropriately licensed as required by State law.

FIRM:

DATE: SIGNED BY:

NOTICE: FAILURE TO SUBMIT THIS FORM, PROPERLY COMPLETED AND SIGNED, AS REQUIRED
IN THESE CONTRACT DOCUMENTS, SHALL BE GROUNDS FOR DFCMS REFUSAL TO ENTER INTO A
WRITTEN CONTRACT WITH BIDDER. ACTION MAY BE TAKEN AGAINST BIDDERS BID BOND AS
DEEMED APPROPRIATE BY DFCM. ATTACH A SECOND PAGE IF NECESSARY.
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FUGITIVE DUST PLAN

The Contractor will fill out the form and file the original with the Division of Air Quality and a copy of
the form with the Division of Facilities Construction & Management, prior to the issuance of any notice
to proceed.

The Contractor will be fully responsible for compliance with the Fugitive Dust Control Plan, including

the adequacy of the plan, any damages, fines, liability, and penalty or other action that results from
noncompliance.

Page 1 of 7
16
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Utah Division of Air Quality
April 20, 1999

GUIDANCE THAT MUST BE CONSIDERED IN DEVELOPING AND SUBMITTING A
DUST CONTROL PLAN FOR COMPLIANCE WITH R307-309-3, 4, 5, 6,7

Source Information:

1. Name of your operation (source): provide a name if the source is a construction site.

2. Address or location of your operation or construction site.

3. UTM coordinates or Longitude/Latitude of stationary emission points at your operation.

4. Lengths of the project, if temporary (time period).

5. Description of process (include all sources of dust and fugitive dust). Please, if necessary, use

additional sheets of paper for this description. Be sure to mark it as an attachment.

6. Type of material processed or disturbed.

7. Amount of material processed (tons per year, tons per month, lbs./hr., and applicable units).

Page 2 of 7
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8. Destination of product (where will the material produced be used or transported, be specific,
provide address or specific location), information needed for temporary relocation applicants.

9. Identify the individual who is responsible for the implementation and maintenance of fugitive
dust control measures. List name(s), position(s) and telephone number(s).

10.  List, and attach copies of any contract lease, liability agreement with other companies that may,
or will, be responsible for dust control on site or on the project.

Page 3 of 7
18

DFCM FORM 1b 113006



Description of Fugitive Dust Emission Activities
(Things to consider in addressing fugitive dust control strategies.)

1. Type of activities (drilling and blasting, road construction, development construction, earth
moving and excavation, handling and hauling materials, cleaning and leveling, etc).

2. List type of equipment generating the fugitive dust.
3. Diagram the location of each activity or piece of equipment on site. Please attach the diagram.
4. Provide pictures or drawings of each activity. Include a drawing of the unpaved/paved road

network used to move loads “on” and “off” property.

5. Vehicle miles travels on unpaved roads associated with the activity (average speed).
6. Type of dust emitted at each source (coal, cement, sand, soil, clay, dust, etc.)
7. Estimate the size of the release area at which the activity occurs (square miles). For haul or dirt

roads include total miles of road in use during the activity.

Page 4 of 7
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Description of Fugitive Dust Emission Controls on Site

Control strategies must be designed to meet 20% opacity or less on site (a lesser opacity may be defined
by Approval Order conditions or federal requirements such as NSPS), and control strategies must
prevent exceeding 10% opacity from fugitive dust at the property boundary (site boundary) for
compliance with R307-309-3.

1. Types of ongoing emission controls proposed for each activity, each piece of equipment, and
haul roads.
2. Types of additional dust controls proposed for bare, exposed surfaces (chemical stabilization,

synthetic cover, wind breaks, vegetative cover, etc).

3. Method of application of dust suppressant.
4. Frequency of application of dust suppressant.
5. Explain what triggers the use of a special control measure other than routine measures already in

place, such as covered loads or measures covered by a permit condition (increase in opacity, high
winds, citizen complaints, dry conditions, etc).

6. Explain in detail what control strategies/measures will be implemented off-hours, i.e.,
Saturdays/Sundays/Holidays, as well as 6 PM to 6 AM each day.

Page 5 of 7
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Description of Fugitive Dust Control Off-site

Prevent, to the maximum extent possible, deposition of materials, which may create fugitive dust on
public and private paved roads in compliance with R307-309-5, 6, 7.

1. Types of emission controls initiated by your operation that are in place “off” property
(application of water, covered loads, sweeping roads, vehicle cleaning, etc.).

2. Proposed remedial controls that will be initiated promptly if materials, which may create fugitive
dust, are deposited on public and private paved roads.

Submit the Dust Control Plan to:

Executive Secretary Phone: (801) 536-4000
Utah Air Quality Board FAX: (801) 536-4099
POB 144820

15 North 1950 West
Salt Lake City, Utah 84114-4820

Page 6 of 7
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Fugitive Dust Control Plan Violation Report

When a source is found in violation of R307-309-3 or in violation of the Fugitive Dust Control Plan, the
course must submit a report to the Executive Secretary within 15 days after receiving a Notice of
Violation. The report must include the following information:

1.

Name and address of dust source.

Time and duration of dust episode.

Meteorological conditions during the dust episode.

Total number and type of fugitive dust activities and dust producing equipment within each
operation boundary. If no change has occurred from the existing dust control plan, the source
should state that the activity/equipment is the same.

Fugitive dust activities or dust producing equipment that caused a violation of R-307-309-3 or
the sources dust control plan.

Reasons for failing to control dust from the dust generating activity or equipment.

New and/or additional fugitive dust control strategies necessary to achieve compliance with
R307-309-3,4, 5, 6, or 7.

If it can not be demonstrated that the current approved Dust Control Plan can result in
compliance with R307-309-3 through 7, the Dust Control Plan must be revised so as to
demonstrate compliance with 307-309-3 through 7. Within 30 days of receiving a fugitive dust
Notice of Violation, the source must submit the revised Plan to the Executive Secretary for
review and approval.

Submit the Dust Control Plan to:

Executive Secretary Phone: (801) 536-4000
Utah Air Quality Board FAX: (801) 536-4099
POB 144820

15 North 1950 West
Salt Lake City, Utah 84114-4820

Attachments: DFCM Form FDR R-307-309, Rule 307-309

Page 7 of 7
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300/300/ /FVA/ / !/

Project No.
CONTRACTOR'S AGREEMENT
FOR:
THIS CONTRACTOR'S AGREEMENT, made and entered into this day of ,20  , by
and between the DIVISION OF FACILITIES CONSTRUCTION AND MANAGEMENT, hereinafter
referred to as "DFCM", and , incorporated in the State of

and authorized to do business in the State of Utah, hereinafter referred to as "Contractor",
whose address is

WITNESSETH: WHEREAS, DFCM intends to have Work performed at

WHEREAS, Contractor agrees to perform the Work for the sum stated herein.

NOW, THEREFORE, DFCM and Contractor for the consideration provided in this Contractor's
Agreement, agree as follows:

ARTICLE 1. SCOPE OF WORK. The Work to be performed shall be in accordance with the
Contract Documents prepared by and entitled

13 2

The DFCM General Conditions (“General Conditions”) dated May 25, 2005 on file at the office of
DFCM and available on the DFCM website, are hereby incorporated by reference as part of this
Agreement and are included in the specifications for this Project. All terms used in this Contractor's
Agreement shall be as defined in the Contract Documents, and in particular, the General Conditions.

The Contractor Agrees to furnish labor, materials and equipment to complete the Work as required in the
Contract Documents which are hereby incorporated by reference. It is understood and agreed by the
parties hereto that all Work shall be performed as required in the Contract Documents and shall be
subject to inspection and approval of DFCM or its authorized representative. The relationship of the
Contractor to the DFCM hereunder is that of an independent Contractor.

ARTICLE 2. CONTRACT SUM. The DFCM agrees to pay and the Contractor agrees to accept in
full performance of this Contractor's Agreement, the sum of
DOLLARS AND NO CENTS ($ .00),
which is the base bid, and which sum also includes the cost of a 100% Performance Bond and a 100%
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CONTRACTOR'S AGREEMENT
PAGE NO. 2

Payment Bond as well as all insurance requirements of the Contractor. Said bonds have already been
posted by the Contractor pursuant to State law. The required proof of insurance certificates have been
delivered to DFCM in accordance with the General Conditions before the execution of this Contractor's
Agreement.

ARTICLE 3. TIME OF COMPLETION AND DELAY REMEDY. The Work shall be
Substantially Complete by . Contractor agrees to pay liquidated damages in the amount of
$ per day for each day after expiration of the Contract Time until the Contractor achieves
Substantial Completion in accordance with the Contract Documents, if Contractor's delay makes the
damages applicable. The provision for liquidated damages is: (a) to compensate the DFCM for delay
only; (b) is provided for herein because actual damages can not be readily ascertained at the time of
execution of this Contractor's Agreement; (c) is not a penalty; and (d) shall not prevent the DFCM from
maintaining Claims for other non-delay damages, such as costs to complete or remedy defective Work.

No action shall be maintained by the Contractor, including its or Subcontractor or suppliers at any tier,
against the DFCM or State of Utah for damages or other claims due to losses attributable to hindrances
or delays from any cause whatsoever, including acts and omissions of the DFCM or its officers,
employees or agents, except as expressly provided in the General Conditions. The Contractor may
receive a written extension of time, signed by the DFCM, in which to complete the Work under this
Contractor's Agreement in accordance with the General Conditions.

ARTICLE 4. CONTRACT DOCUMENTS. The Contract Documents consist of this Contractor's
Agreement, the Conditions of the Contract (DFCM General Conditions, Supplementary and other
Conditions), the Drawings, Specifications, Addenda and Modifications. The Contract Documents shall
also include the bidding documents, including the Invitation to Bid, Instructions to Bidders/ Proposers
and the Bid/Proposal, to the extent not in conflict therewith and other documents and oral presentations
that are documented as an attachment to the contract.

All such documents are hereby incorporated by reference herein. Any reference in this Contractor's
Agreement to certain provisions of the Contract Documents shall in no way be construed as to lessen the
importance or applicability of any other provisions of the Contract Documents.

ARTICLE 5. PAYMENT. The DFCM agrees to pay the Contractor from time to time as the Work
progresses, but not more than once each month after the date of Notice to Proceed, and only upon
Certificate of the A/E for Work performed during the preceding calendar month, ninety-five percent
(95%) of the value of the labor performed and ninety-five percent (95%) of the value of materials
furnished in place or on the site. The Contractor agrees to furnish to the DFCM invoices for materials
purchased and on the site but not installed, for which the Contractor requests payment and agrees to
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CONTRACTOR'S AGREEMENT
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safeguard and protect such equipment or materials and is responsible for safekeeping thereof and if such
be stolen, lost or destroyed, to replace same.

Such evidence of labor performed and materials furnished as the DFCM may reasonably require shall be
supplied by the Contractor at the time of request for Certificate of Payment on account. Materials for
which payment has been made cannot be removed from the job site without DFCM's written approval.
Five percent (5%) of the earned amount shall be retained from each monthly payment. The retainage,
including any additional retainage imposed and the release of any retainage, shall be in accordance with
UCA 13-8-5 as amended. Contractor shall also comply with the requirements of UCA 13-8-5, including
restrictions of retainage regarding subcontractors and the distribution of interest earned on the retention
proceeds. The DFCM shall not be responsible for enforcing the Contractor’s obligations under State law
in fulfilling the retention law requirements with subcontractors at any tier.

ARTICLE 6. INDEBTEDNESS. Before final payment is made, the Contractor must submit evidence
satisfactory to the DFCM that all payrolls, materials bills, subcontracts at any tier and outstanding
indebtedness in connection with the Work have been properly paid. Final Payment will be made after
receipt of said evidence, final acceptance of the Work by the DFCM as well as compliance with the
applicable provisions of the General Conditions.

Contractor shall respond immediately to any inquiry in writing by DFCM as to any concern of financial
responsibility and DFCM reserves the right to request any waivers, releases or bonds from Contractor in
regard to any rights of Subcontractors (including suppliers) at any tier or any third parties prior to any
payment by DFCM to Contractor.

ARTICLE 7. ADDITIONAL WORK. It is understood and agreed by the parties hereto that no
money will be paid to the Contractor for additional labor or materials furnished unless a new contract in
writing or a Modification hereof in accordance with the General Conditions and the Contract Documents
for such additional labor or materials has been executed. The DFCM specifically reserves the right to
modify or amend this Contractor's Agreement and the total sum due hereunder either by enlarging or
restricting the scope of the Work.

ARTICLE 8. INSPECTIONS. The Work shall be inspected for acceptance in accordance with the
General Conditions.

ARTICLE 9. DISPUTES. Any dispute, PRE or Claim between the parties shall be subject to the
provisions of Article 7 of the General Conditions. DFCM reserves all rights to pursue its rights and

remedies as provided in the General Conditions.

ARTICLE 10. TERMINATION, SUSPENSION OR ABANDONMENT. This Contractor’s
Agreement may be terminated, suspended or abandoned in accordance with the General Conditions.
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ARTICLE 11. DFCM'S RIGHT TO WITHHOLD CERTAIN AMOUNT AND MAKE USE
THEREQOF. The DFCM may withhold from payment to the Contractor such amount as, in DFCM's
judgment, may be necessary to pay just claims against the Contractor or Subcontractor at any tier for
labor and services rendered and materials furnished in and about the Work. The DFCM may apply such
withheld amounts for the payment of such claims in DFCM's discretion. In so doing, the DFCM shall be
deemed the agent of Contractor and payment so made by the DFCM shall be considered as payment
made under this Contractor's Agreement by the DFCM to the Contractor. DFCM shall not be liable to
the Contractor for any such payment made in good faith. Such withholdings and payments may be made
without prior approval of the Contractor and may be also be prior to any determination as a result of any
dispute, PRE, Claim or litigation.

ARTICLE 12. INDEMNIFICATION. The Contractor shall comply with the indemnification
provisions of the General Conditions.

ARTICLE 13. SUCCESSORS AND ASSIGNMENT OF CONTRACT. The DFCM and
Contractor, respectively bind themselves, their partners, successors, assigns and legal representatives to
the other party to this Agreement, and to partners, successors, assigns and legal representatives of such
other party with respect to all covenants, provisions, rights and responsibilities of this Contractor’s
Agreement. The Contractor shall not assign this Contractor’s Agreement without the prior written
consent of the DFCM, nor shall the Contractor assign any moneys due or to become due as well as any
rights under this Contractor’s Agreement, without prior written consent of the DFCM.

ARTICLE 14. RELATIONSHIP OF THE PARTIES. The Contractor accepts the relationship of
trust and confidence established by this Contractor's Agreement and covenants with the DFCM to
cooperate with the DFCM and A/E and use the Contractor's best skill, efforts and judgment in furthering
the interest of the DFCM; to furnish efficient business administration and supervision; to make best
efforts to furnish at all times an adequate supply of workers and materials; and to perform the Work in
the best and most expeditious and economic manner consistent with the interests of the DFCM.

ARTICLE 15. AUTHORITY TO EXECUTE AND PERFORM AGREEMENT. Contractor
and DFCM each represent that the execution of this Contractor's Agreement and the performance
thereunder is within their respective duly authorized powers.

ARTICLE 16. ATTORNEY FEES AND COSTS. Except as otherwise provided in the dispute
resolution provisions of the General Conditions, the prevailing party shall be entitled to reasonable

attorney fees and costs incurred in any action in the District Court and/or appellate body to enforce this
Contractor's Agreement or recover damages or any other action as a result of a breach thereof.
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IN WITNESS WHEREQF, the parties hereto have executed this Contractor's Agreement on the day
and year stated hereinabove.

CONTRACTOR:
Signature Date
Title:
State of )
)
County of ) Please type/print name clearly
Onthis  dayof , 20 , personally appeared before me,
whose 1dent1ty is personally known to me (or proved to me on the basis of satisfactory eV1dence) and
who by me duly sworn (or affirmed), did say that he (she) is the (title or office) of

the firm and that said document was signed by him (her) in behalf of said firm.

Notary Public
(SEAL)

My Commission Expires
APPROVED AS TO AVAILABILITY DIVISION OF FACILITIES
OF FUNDS: CONSTRUCTION AND MANAGEMENT
David D. Williams, Jr. Date - Manager Date
DFCM Administrative Services Director Capital Development/Improvements
APPROVED AS TO FORM: APPROVED FOR EXPENDITURE:
ATTORNEY GENERAL
November 30, 2006
By: Alan S. Bachman Division of Finance Date

Asst Attorney General
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PERFORMANCE BOND
(Title 63, Chapter 56, U. C. A. 1953, as Amended)

That hereinafter referred to as the "Principal" and
a corporation organized and existing under the laws of the State of _
, with its principal office in the City of and authorized to transact business in this State and U. S. Department of the Treasury

Listed (Circular 570, Companies Holding Certificates of Authority as Acceptable Securities on Federal Bonds and as Acceptable Reinsuring Companies);
hereinafter referred to as the "Surety," are held and firmly bound unto the State of Utah, hereinafter referred to as the "Obligee, " in the amount of
DOLLARS ($ ) for the payment whereof, the
said Principal and Surety bind themselves and their heirs, administrators, executors, successors and assigns, jointly and severally, firmly by these presents.

WHEREAS, the Principal has entered into a certain written Contract with the Obligee, dated the day of , 20 , to

construct
in the County of , State of Utah, Project No. , for the approximate sum of

Dollars ($ ), which

Contract is hereby incorporated by reference herein.
NOW, THEREFORE, the condition of this obligation is such that if the said Principal shall faithfully perform the Contract in accordance with the
Contract Documents including, but not limited to, the Plans, Specifications and conditions thereof, the one year performance warranty, and the terms of the

Contract as said Contract may be subject to Modifications or changes, then this obligation shall be void; otherwise it shall remain in full force and effect.

No right of action shall accrue on this bond to or for the use of any person or corporation other than the state named herein or the heirs, executors,
administrators or successors of the Owner.

The parties agree that the dispute provisions provided in the Contract Documents apply and shall constitute the sole dispute procedures of the parties.

PROVIDED, HOWEVER, that this Bond is executed pursuant to the Provisions of Title 63, Chapter 56, Utah Code Annotated, 1953, as amended,
and all liabilities on this Bond shall be determined in accordance with said provisions to the same extent as if it were copied at length herein.

IN WITNESS WHEREOF, the said Principal and Surety have signed and sealed this instrument this day of , 20
WITNESS OR ATTESTATION: PRINCIPAL:
By:
(Seal)
Title:
WITNESS OR ATTESTATION: SURETY:
By:
Attorney-in-Fact (Seal)
STATE OF
) ss.
COUNTY OF )
On this day of , 20____, personally appeared before me , whose

identity is personally known to me or proved to me on the basis of satisfactory evidence, and who, being by me duly sworn, did say that he/she is the Attorney
in-fact of the above-named Surety Company and that he/she is duly authorized to execute the same and has complied in all respects with the laws of Utah in
reference to becoming sole surety upon bonds, undertakings and obligations, and that he/she acknowledged to me that as Attorney-in-fact executed the same.

Subscribed and sworn to before me this day of 20

My commission expires:

Resides at:
NOTARY PUBLIC
Agency:
Agent:
Address: Approved As To Form: May 25, 2005
Ph ) By Alan S. Bachman, Asst Attorney General
one: 53

DFCM FORM 1b 113006



PAYMENT BOND
(Title 63, Chapter 56, U. C. A. 1953, as Amended)

KNOW ALL PERSONS BY THESE PRESENTS:

That hereinafter referred to as the "Principal," and
, a corporation organized and existing under the laws of the State of authorized to do business in this State
and U. S. Department of the Treasury Listed (Circular 570, Companies Holding Certificates of Authority as Acceptable Securities on Federal Bonds and as
Acceptable Reinsuring Companies); with its principal office in the City of hereinafter referred to as the ""Surety," are held and firmly bound unto
the State of Utah hereinafter referred to as the "Obligee," in the amount of
Dollars ($ ) for the payment whereof, the said Principal and Surety bind themselves and their heirs, administrators, executors, successors
and assigns, jointly and severally, firmly by these presents.

WHEREAS, the Principal has entered into a certain written Contract with the Obligee, dated the day of 20 R
to construct
in the County of , State of Utah, Project No. for the approximate sum of
Dollars ($ ), which contract is hereby

incorporated by reference herein.

NOW, THEREFORE, the condition of this obligation is such that if the said Principal shall pay all claimants supplying labor or materials to Principal
or Principal's Subcontractors in compliance with the provisions of Title 63, Chapter 56, of Utah Code Annotated, 1953, as amended, and in the prosecution of the
Work provided for in said Contract, then, this obligation shall be void; otherwise it shall remain in full force and effect.

That said Surety to this Bond, for value received, hereby stipulates and agrees that no changes, extensions of time, alterations or additions to the terms
of the Contract or to the Work to be performed thereunder, or the specifications or drawings accompanying same shall in any way affect its obligation on this Bond,
and does hereby waive notice of any such changes, extensions of time, alterations or additions to the terms of the Contract or to the Work or to the specifications
or drawings and agrees that they shall become part of the Contract Documents.

PROVIDED, HOWEVER, that this Bond is executed pursuant to the provisions of Title 63, Chapter 56, Utah Code Annotated, 1953, as amended, and
all liabilities on this Bond shall be determined in accordance with said provisions to the same extent as if it were copied at length herein.

IN WITNESS WHEREOF, the said Principal and Surety have signed and sealed this instrument this day of 20
WITNESS OR ATTESTATION: PRINCIPAL:
By:
(Seal)
Title:
WITNESS OR ATTESTATION: SURETY:
By:
STATE OF ) Attorney-in-Fact (Seal)
) ss.
COUNTY OF )
On this day of 20 , personally appeared before me

, whose identity is personally known to me or proved to me on the basis of
satisfactory evidence, and who, being by me duly sworn, did say that he/she is the Attorney-in-fact of the above-named Surety Company, and that he/she is duly
authorized to execute the same and has complied in all respects with the laws of Utah in reference to becoming sole surety upon bonds, undertakings and
obligations, and that he/she acknowledged to me that as Attorney-in-fact executed the same.

Subscribed and sworn to before me this day of , 20

My commission expires:

Resides at:
NOTARY PUBLIC
Agency: Approved As To Form: May 25, 2005
Agent: By Alan S. Bachman, Asst Attorney General
Address: 29
Phone:
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STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES

DFCM
Division of Facilities Construction and Management
CHANGE ORDER #
CONTRACTOR: AGENCY OR INSTITUTION:
PROJECT NAME:
PROJECT NUMBER:
CONTRACT NUMBER:
ARCHITECT: DATE:
CONSTRUCTION | PROPOSAL AMOUNT DAYS
CHANGE REQUEST
DIRECTIVENO. | NO. INCREASE | DECREASE | INCREASE | DECREASE
Amount Days Date
ORIGINAL CONTRACT
TOTAL PREVIOUS CHANGE ORDERS
TOTAL THIS CHANGE ORDER
ADJUSTED CONTRACT

DFCM and Contractor agree that the terms, contract sum, scope of the Work and time specified in this Change Order
shall constitute the full accord and satisfaction, and complete adjustment to the Contract and includes all direct and
indirect costs and effects related to, incidental to, and/or reasonably implied from such change in the contract terms,
sum, scope of the Work and time.

Contractor:

Date
Architect/Engineer:

Date
Agency or Institution:

Date
DFCM:

Date
Funding Verification:

Date

Page of page(s)
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STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES

DFCM
Division of Facilities Construction and Management

CERTIFICATE OF SUBSTANTIAL COMPLETION

PROJECT PROJECT NO:
AGENCY/INSTITUTION

AREA ACCEPTED

The Work performed under the subject Contract has been reviewed on this date and found to be Substantially Completed as
defined in the General Conditions; including that the construction is sufficiently completed in accordance with the Contract
Documents, as modified by any change orders agreed to by the parties, so that the State of Utah can occupy the Project or specified
area of the Project for the use for which it is intended.

The DFCM - (Owner) accepts the Project or specified area of the Project as Substantially Complete and will assume full
possession of the Project or specified area of the Project at (time) on (date).

The DFCM accepts the Project for occupancy and agrees to assume full responsibility for maintenance and operation, including
utilities and insurance, of the Project subject to the itemized responsibilities and/or exceptions noted below:

The Owner acknowledges receipt of the following closeout and transition materials:
[l As-built Drawings [ O & M Manuals [J  Warranty Documents [l Completion of Training
Requirements

A list of items to be completed or corrected (Punch List) is attached hereto. The failure to include an item on it does not alter the
responsibility of the Contractor to complete all the Work in accordance with the Contract Documents, including authorized
changes thereof. The amount of (Twice the value of the punch list work) shall be retained to assure the
completion of the punch list work.

The Contractor shall complete or correct the Work on the list of (Punch List) items appended hereto within
__ calendar days from the above date of issuance of this Certificate. The amount withheld pending completion of the list of
items noted and agreed to shall be: $ . Ifthe list of items is not completed within the time allotted the Owner
has the right to be compensated for the delays and/or complete the work with the help of independent contractor at the expense of
the retained project funds. Ifthe retained project funds are insufficient to cover the delay/completion damages, the Owner shall be
promptly reimbursed for the balance of the funds needed to compensate the Owner.

by:
CONTRACTOR (include name of firm) (Signature) DATE

by:
A/E (include name of firm) (Signature) DATE

by:
USING INSTITUTION OR AGENCY (Signature) DATE

by:
DFCM (Owner) (Signature) DATE
4110 State Office Building, Salt Lake City, Utah 84114 cc: Parties Noted
telephone 801-538-3018 « facsimile 801-538-3267 « http://dfcm.utah.gov DFCM, Director
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DIVISION OF INSTITUTIONAL OPERATIONS
CENTRAL UTAH CORRECTIONAL FACILITY
ACCESS APPLICATION

LAST NAME FIRST NAME M.1. SIGNATURE

The above NAME and SIGNATURE identifies you as the applicant and attests that the following information is correct. This information will be used by CUCF
personnel to verify your identity and determine access applicability. CUCF secure perimeter access is conditional and revocable at any time.

IDENTIFICATION CARD
I.D. TYPE ID#

(Drivers License, ID Card, Military, etc.)
VALID FROM TO SSN#

(Date) (Date)
DATE OF BIRTH

PHYSICAL DESCRIPTION

GENDER RACE COMPLEXION
(Caucasian, Hispanic, Other, etc.) (fair, medium, dark, etc.)
HEIGHT WEIGHT BUILD FACIAL HAIR
HAIR COLOR STYLE LENGTH
(Blonde, Brown, Red, etc.) (Straight, Wavy, Curly, etc.) (Long, Short, etc.)
EYE COLOR EYEWEAR

(Glasses, Contacts, etc.)

GENERAL INFORMATION

PURPOSE OF ENTRY (WHAT WILL YOU BE DOING?)

ACCESS REQUESTED (WHERE YOU WILL BE WORKING)

HOME ADDRESS PHONE #

(STREET / PO BOX/ STATE / ZIP CODE)
OCCUPATION/COMPANY NAME

COMPANY ADDRESS PHONE #
(STREET / PO BOX / STATE / ZIP CODE)
1. Do you KNOW or are you RELATED to an INMATE? YES NO
If YES, give the name, location, relationship and circumstances concerning the inmate(s)
2. Are you currently, or have you ever been, on an inmates visiting list? YES NO
3. Have you ever been convicted of any traffic violations? YES NO
4. Have you ever been convicted of any crime other than traffic violations? YES NO

If you answered YES to any of the above questions, use the back or attach additional pages to this form for explanations.

STOP — DO NOT WRITE BELOW THIS LINE

DATA TERMINAL OPERATOR COMPLETE:

DATE BCI COMPLETED COMPLETED BY
BCI RESULTS: OK SEE ATTACHED: Old History Recent History APPROVED / DENIED
AMAG entry date By

ACCESS AUTHORIZATION SIGNATURE
WARDEN / DEPUTY WARDEN / SHIFT COMMANDER

ID TYPE ACCESS RIGHTS

(Clearance, ID Card, Proximity)

VALID FROM TO

(SIGNATURE & TITLE) (DATE)

Revised 70260



UTAH DEPARTMENT OF CORRECTIONS
CENTRAL UTAH CORRECTIONAL FACILITY
CONTRACT STAFF ACCESS RULES & REGULATIONS
ORIENTATION

ID PROCESS

For the purpose of this document, contract staff will refer to any individual requesting
access to the Central Utah Correctional Facility who are not Utah Department of
Corrections paid staff or Central Utah Correctional Facility volunteers. Contract staff
shall include, but is not limited to, all architects, engineers, consultants, contractors,
subcontractors, educational agencies, medical agencies, etc.

All contract staff are required to be cleared in advance for entry into secure areas of the
Central Utah Correctional Facility (CUCF). The minimum information required for each
individual is: Full Name, Date of Birth, Social Security Number and Driver's License
State and Number. For full access to the CUCF with a contract ID card, the full CUCF
ACCESS APPLICATION FORM must be filled out and submitted along with a signed
copy of these rules and regulations. All of the required information must be submitted in
typed or fully legible "hand printed" form a minimum of three (3) normal State workdays
in advance of the requested entry date.

The required information and/or any questions should be directed to a Facility
Representative as follows:

TYPE OF CONTRACT FACILITY PHONE FAX

STAFF REPRESENTATIVE

BUILDING OR FACILITY Terry Jacobs (435) 528-3050 | (435) 528-3051
WORKERS (IE.

ARCHITECTS, ENGINEERS, |

CONSULTANTS, f

CONTRACTORS,

SUBCONTRACTORS, THEIR | Alisha Pritchard (435) 528-6305 | (435) 528-6303
EMPLOYEES, ETC.) ALSO

SUPPORT FUNCTIONS SUCH

AS REPAIRMAN (XEROX,

ETC)

EDUCATION Tera Nelson (435) 528-6222 | (435) 528-6234
MEDICAL Sara Donaldson (435) 528-6271 | (435) 528-6273
OTHERS (IE. COKE OR PEPSI | Alisha Pritchard (435) 528-6305 | (435) 528-6303
EMPLOYEES, ETC.)

Ex-offenders or parolees are normally not permitted access to the facility, especially
involving high security construction, security equipment and/or systems. All contract
staff are subject to having a criminal identification check processed. Anyone with a
verified record of criminal activity deemed to pose a potential hazard to prison security
may be denied access to prison property. In addition, the minimum contractor / worker

CUCF CONTRACT STAFF ACCESS RULES AND REGULATIONS
RV 9/06/05
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I1.

age for access onto CUCF Property is 18 years old. A special review of denied
individuals may be requested if their services are deemed critical.

If approved full access to the CUCF, when first arriving at the facility each individual
will have his or her picture taken, be entered into the facility bioscanner entry control
system and a CUCF ID Card will be printed. All contract staff must have picture
Identification on their person when arriving at the facility. A valid Utah Driver's License
or Driver's License Division ID is preferred; however, any valid picture ID is acceptable.
The individual's personal identification card will be exchanged for the CUCF ID Card.
CUCEF ID cards must be worn in plain sight while in the facility. Personal identifications
will be returned upon return of the CUCF ID and exit from the facility. NOTE:
Depending on the scope and location of any given work site, contract staff may be
required to leave wallets, purses, keys, and other such personal items outside secured
areas in locked vehicles, facility lockers, etc.

Full access to the CUCF will not include access to the prison dining room for meals
unless the Warden has granted specific approval in advance.

Contract staff will notify their Facility Representative and turn in any facility issued

identification or other state property in their possession upon termination of their
services.

RULES & REGULATIONS CONTRACT STAFF WILL ADHERE TO WHILE

AN N NN

AN

AT THE FACILITY:

No unlocked vehicles may be left unattended.

No running vehicles may be left unattended.

No vehicle keys may be left in the vehicle to which they apply.

All vehicles and equipment must be parked a minimum of 50 feet away from fences,
unless otherwise authorized.

CUCEF offenders currently wear white clothing with CUCF markings. Inmate work crews
wear Gold or "bright" Green colored tee shirts, again with CUCF markings. Contract
staff are requested to avoid wearing these colors of clothing at any time.

Do Not Run - especially toward or away from any fence line.

Anyone entering prison property is subject to search of his/her property, person and
vehicle. Failure to submit to this search will result in expulsion from prison property
and/or arrest upon probable cause.

No weapons, ammunition, explosives, drugs, alcoholic beverages, poisons, acids or other
dangerous objects or hazardous substances are allowed on Prison Property without
specific written authorization. These items will be confiscated if found and appropriate
action will be taken. Required prescription medications may be carried in limited daily
dosages only.

Any statutory or illegal contraband, or other controlled items as stipulated by this
document, found on a person, in a work area or in a vehicle will be confiscated. Vehicles
may also be confiscated. Any item(s) violating State Law will result in an investigation
and/or arrest by the UDC Enforcement Bureau or local law enforcement agency. If any

CUCF CONTRACT STAFF ACCESS RULES AND REGULATIONS
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1.

statutory or illegal contraband or other controlled items are returned to the prison a
second time, access to CUCF property may be denied permanently.

Any person who the officer believes is arriving at the facility impaired by alcohol or
drugs shall be denied access to prison property and may also be detained pending arrival
of an Enforcement Officer who will determine if a citation or arrest is warranted.

In the event of a prison emergency; i.e. Fire, escape, riot, etc., all work sites will be
secured and traffic to and from the sites halted. Work within the sites will be allowed to
continue normally as long as it is deemed that there is no physical threat to the
individuals or the site. When the emergency has been verified and resolved, the site(s)
will be re-opened to traffic. If evacuation of a site is necessary, everyone will be
expected to gather in one central location identified by security personnel and will be
escorted to a safe area.

SMOKING is not allowed in any UDC Correctional Facilities. Special outside smoking
areas have been designed near some facilities. If you desire to smoke while on
Correction's property, you will need to check with the security personnel for the nearest
approved area.

Cameras, tape recorders, or news media people will not be allowed on prison property
without special approval.

Contract staff may not represent themselves as a representative or paid employee of the
Central Utah Correctional Facility or Department of Corrections.

RULES & REGULATIONS REGARDING INTERACTION WITH OFFENDERS:

AN

Contract staff shall not "visit" with offenders.

Contract staff shall not give anything to offenders unless specifically outlined in their job
description. Giving contraband to offenders is a felony.

Contract staff shall not take anything from an offender unless it is specifically outlined in
their job description.

Contract staff must at all times avoid undue familiarity with offenders or their families
including contact through visiting, mail or telephone calls. Contract staff will not pursue
a relationship with an offender that is outside their assigned job description.

Contract staff must report to the Facility Representative any relationship with an
offender, including but not limited to being on an offenders visiting list and/or any family
members incarcerated, as soon as the Contract staff becomes aware of the situation.
Contract staff will understand that persons under the supervision of this Correctional
Facility have been convicted of felony criminal activities and that any offender to which
the contract staff comes in contact with may attempt to take unfair advantage, including a
possible hostage situation. If taken hostage, contract staff shall understand that they will
not be recognized as an advantage for the hostage taker(s).

Nothing in / Nothing out. Contract Staff will not be permitted to bring anything into the
facility, which is not required specifically for the completion of their duties. Any items
taken through Central Control, or other control points, other than commonly accepted
daily items or pre-approved construction tools/materials, must be approved in writing
prior to entering the facility. Contract staff wishing to bring anything in through Central
Control should contact their Facility Representative for clearance procedures.

CUCF CONTRACT STAFF ACCESS RULES AND REGULATIONS
RV 9/06/05
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IV:

CONTRACTORS/CONSTRUCTION SITE ISSUES:

AN

Ladders may not be left unsecured in construction sites at night or on weekends, holidays,
etc, when no work is going on.

Portable ladders must be removed from the site and secured outside of the fence
perimeter at the end of all workdays.

No tools or equipment may be left un-attended. Un-attended tools or equipment will be
confiscated. Return of confiscated tools or equipment may require a meeting between the
contract staff and CUCF officials.

Larger, heavier ladders and scaffolding may with CUCF approval be secured by chains
and padlocks to immoveable objects within the construction area, but safely away from
all fences. NOTE: Unsecured ladders, etc., will be confiscated.

Do Not throw away broken or worn out saw blades of any kind at the Prison Site.
Dispose of them at your home, shop or office. NOTE: Your job specifications may
establish a centralized disposal point for un-usable saw blades, used Hilti cartridge clips,
etc.

Explosive Cartridges or "Ammo Clips" for "Hilti type guns", etc. (explosive anchoring
devices) must be locked up and/or strictly supervised at all times. Cartridge "clips" shall
be disposed of away from prison property or in other "authorized locations". If you have
a Hilti Gun, etc., in your equipment, the Security Officer for your work site must be
notified.

Cutting torches and equipment may not be left unattended in construction areas. All
cutting torches, related fuel tanks, etc., must be maintained on carts or vehicles and must
be removed from construction sites at the end of every workday.

Work hours for construction within the prison fences will normally be limited strictly to
daylight hours, Monday through Friday. If early morning, late evening, weekend or
holiday work is planned or needed; the project security staff and Project Coordinator
must be contacted at least 48 hours in advance for approval.

Contractors will not be permitted to store flammable liquids or fuel tanks within the
security fence perimeter. Contract staff will be assigned a specific approved storage area
for any such items on request.

When working inside the prison fence lines, all traffic is checked, searched and cleared at
our main truck gate sally ports. In order to help us expedite your traffic, all trips through
the gates should be limited to those that are absolutely necessary. "Car pooling" in
company vehicles from the main prison parking areas into the construction site is
required. When checking out through the prison gates, all workers in any vehicle must
get out of the vehicle, check out through established bioscanner(s) and stand next to the
vehicle while it is searched.

Private vehicles used primarily for transportation will not be allowed into construction
sites inside the secure perimeter without prior clearance. "Company" and/or primary
"work" vehicles will be permitted.

Foot traffic into construction sites is encouraged when practical.

No vehicles or motorized construction equipment may be left inside the security fence
perimeter when no construction work is going on. With special authorization "tracked"
vehicles may be disabled, locked and left in a construction area.

CUCF CONTRACT STAFF ACCESS RULES AND REGULATIONS
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Contractors are responsible to provide their own portable restrooms for construction sites.
Contract staff will not be allowed access to occupied prison facilities to utilize restrooms
unless restrooms are located in the immediate work area and the CUCF Administration
has approved such access.

All contractors will be required to clean up all construction debris and "extra"
construction supplies from work areas on a daily basis. Construction debris must be
hauled away immediately or placed in a designated disposal site at the CUCF. (See Terry
Jacobs for disposal area.) Contractors are required to immediately clean up and dispose
of all construction "trash" scattered by wind, storms, etc., Special Authorization is
required to enter main perimeter fence areas for cleanup. Contractors are responsible for
providing their own project dumpsters.

Contractors working at the CUCF on authorized bid projects are responsible to provide
ALL of their own tools and equipment for the work involved in those projects. The
CUCEF cannot permit contractor use of state owned shops, tools, or equipment.

All contractors working at the CUCF are required to fully comply with all applicable
OSHA work safety requirements; take prudent precautions to protect the work site and
adjacent facilities from damage; and to provide appropriate safety equipment, including
fire extinguishers and other "fire protection devices" for their work areas.

All contractors working at the CUCF are required to take reasonable precautions to avoid
causing damage to the existing facility and it's utility lines, etc., in the course of
completing their authorized project(s). Special attention should be given to utility lines
that may be buried, or imbedded in walls, under floors, etc. The CUCF maintenance staff
will provide the best available information on what lines are known or suspected to be in
any given area. The contractor(s) are responsible to use due care to eliminate and /or
minimize damages. When and if damage occurs, the contractor(s) are required to
cooperate fully with prison maintenance or other emergency personnel to assist with and
expedite any repairs required to restore normal prison services and operations.
Negligence or carelessness on the part of any contractor that results in all or part of any
"damage" will result in that contractor being held liable for all or part of the damages. In
all cases the extent of any such liability will be negotiated with the primary or "general
contractor" responsible for the project, with the assistance of the Project Architect and
DFCM. In accepting the award of any project at the Central Utah Correctional Facility
the contractor(s) also agrees to negotiate any such damages in good faith with State and
CUCEF representatives.

All planned interruptions to utility services at CUCF require a minimum "five (5) work
day notice" to CUCF Maintenance Department (phone 435-528-6471). Advance
arrangement for all such facility disruptions must also be discussed and "approved" in the
regularly held project meetings, with the entire Project Planning Team (DFCM,
Architect, CUCF/UDC, and General Contractor). In the case of an emergency
"unscheduled utility disruption", CUCF maintenance is to be notified immediately and
the contractor(s) is responsible to assist with and expedite needed repairs.

Project Material Lay-down Area(s): Each construction project at CUCF will be
individually evaluated for it's "material needs" and one or more material staging areas
will be designated on a space available basis. The amount of materials allowed to be
stored directly in the work area will be regulated in order to maintain area security.
Identified excess materials must be returned to the designated storage area(s) at the end of
each workday.

CUCF CONTRACT STAFF ACCESS RULES AND REGULATIONS
RV 9/06/05

Page 5 of 6



CONTRACT STAFF RULES & REGULATIONS AGREEMENT:

If you have any problems with these regulations or would like a special exemption, clarification,
etc., contact your Facility Representative as identified.

Note: These rules are subject to review and change at any time. It is your responsibility to be
aware of current policies and procedures and to adhere to them at all times.

I, (print name) , by my signature below, attest that I
have read the preceding Rules and Regulations, rv 8/05/03, and that I agree to comply with all
stipulations. Further I understand that [ am being given access not to exceed four months. For
full access longer than this four (4) month period of time, I understand I will need to attend a
four (4) hour Contract Staff Training Session.

Signature Date

Signature of Facility Representative Date

CUCF CONTRACT STAFF ACCESS RULES AND REGULATIONS
RV 9/06/05
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State of Utah — Division of Public Safety (DFCM No. 06090110) Nolte Associates, Inc.
CUCF Central Plant Asphalt Repair

SECTION 02100
SITE PREPARATION
PART 1- GENERAL
101 WORK INCLUDED
A. Preparation
B. Clearing and Grubbing
C. Topsoil Removal
D. Asphalt Pavement Removal
E. Portland Cement Concrete Removal
F. Removal of fences and miscellaneous obstructions
G. Disposal of Waste Materials
1.02 RELATED WORK
A. Section 01500 - Construction Facilities and Temporary Controls
B. Section 02220 - Excavating, Backfilling and Compaction
C. Section 02590 - Restoration of Existing Improvements
1.03 MEASUREMENT AND PAYMENT
A. Site preparation will not be paid for separatdy, but shall be included in the lump sum bid.
Such price shall constitute full compensation for furnishing and placing of materials
required to complete the site preparation, and for all labor, equipment, tools and
incidentals needed to complete the work in conformity with the plans and specifications.

PART 2 - PRODUCTS

Not Used.
PART 3- EXECUTION

3.01 PREPARATION

A. No clearing, demolition, or removal of any kind shall proceed until all existing
improvements, etc. to be removed have been established and have been inspected and
documented by the Owner.

B. Establish necessary clearing limits within the construction limits. mark all trees, shrubs,

structures, fences, concrete, and other improvements to be removed.
SITE PREPARATION 02100-1



State of Utah — Division of Public Safety (DFCM No. 06090110) Nolte Associates, Inc.
CUCF Central Plant Asphalt Repair

Within 10 feet of clearing limits, inspect, photograph with videotape, and record conditions
of concrete dabs, structures, trees, landscaping, adjoining construction, and site
improvements and features that might be affected by the work. Allow Owner to view tape
and approve prior to proceeding with the work.

Trees, shrubs and lawn, areas to receve planting, rock outcroppings, fences, sprinklers
and other improvements that are not to be removed shall be protected from damage or
injury. If damaged or removed, they shall be restored or replaced in as nearly the original
condition and location as is reasonably possible. Trees, shrubs, and improvements not to
be removed shall be marked in the field by Owner and/or shown on the Drawings.

Give reasonable notice to Owner to permit him to salvage plants, trees, fences, sprinklers
and other improvements within the construction limits that may be destroyed because of
the work.

Minimize interference with adjoining roads, streets, walks, and other adjacent occupied or
used facilities during site preparation operations. Do not close or obstruct streets, walks,
or other adjacent occupied or used facilities without permission from Owner and
authorities having jurisdiction.

Provide erosion-control measures to prevent soil erosion and discharge of soil-bearing
water runoff or airborne dust to adjacent properties and walkways.

Notify interested utility companies to be present if disturbing ground in the vicinity of
utilities.

Protect active utility systems adjacent to or uncovered by any excavation during site
preparation.

Protect and maintain benchmarks, survey control points, monuments and other reference
points and construction stakes from disturbance during construction.

Protect all improvements to remain outside of construction from tree removal and/or
pruning work.

3.02 CLEARING AND GRUBBING

A.

Remove all surface features, obstructions, trees, shrubs, grass, and other vegetation to
permit installation of new construction, including for placement of structural fill or base
course.

Remove all trees, stumps, roots, etc. within construction limits to a depth of not less than
3 feet below the existing ground.

Use only hand methods for grubbing within drip line of remaining trees.

Fill depressions caused by clearing and grubbing operations with structural fill, or other
material approved by Owner, unless further excavation or earthwork is indicated.

SITE PREPARATION 02100-2
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3.03

3.04

3.05

3.06

3.07

TOPSOIL REMOVAL

A. Remove sod and grass before stripping topsoil.

B. Before any construction activity begins, remove topsoil to a maximum depth of one foot
unless otherwise required by Owner. Prevent intermingling topsoil with underlying subsoil
or other waste materials. Stockpile on the same property from which topsoil was removed.

Stockpile where required by Owner.

C. Topsoil shall be protected from contamination by weeds, debris, etc. and shall be replaced,
graded and lightly compacted by Contractor at completion of project.

ASPHALTIC CONCRETE PAVEMENT REMOVAL

A. Saw cut full depth along pavement removal limits to create straight removal lines and
prevent ragged edges.

PORTLAND CEMENT CONCRETE REMOVAL

A. Saw cut 4-inches degp along concrete pavement removal limits to create straight removal
lines and prevent ragged edges.

B. Concrete sidewalk or driveways to be removed shall be neatly sawed in straight lines
dther paralld to the curb or at right angles to the alignment of the sidewalk. No section to
be replaced shall be smaller than 30 inches in ether length or width.

C. Unless otherwise shown on the Drawings, if the saw cut would fall within 30 inches of a
construction joint, expansion joint, or edge, the concrete shall be removed to the joint or
edge, except that where the saw cut would fall within 12 inches of a score mark, the saw
cut shall be made in and along the score mark.

D. Curb and gutter to be removed shall be removed to an existing joint or sawed to a depth of
1-1/2 inches on a neat line at right angles to the curb face.

FENCES AND MISCELLANEOUS OBSTRUCTIONS

A. No demoalition or removal of fences or miscdlaneous obstructions shall proceed until
clearance is obtained from the Owner.

DISPOSAL OF WASTE MATERIALS

A. Except for materials indicated to be stockpiled, reused, or to remain Owner's property,
cleared materials shall become Contractor's property and shall be removed from the site.

B. Dispose of removed materials shall be accomplished at a suitable off-site location in
accordance with applicable laws and ordinances.

C. No burning shall be allowed.

***END OF SECTION***
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PART 1

SECTION 02220

EXCAVATING, BACKFILLING AND COMPACTION

GENERAL

1.01 WORK INCLUDED

A.

Contractor shall provide all materials, labor, equipment, transportation and other items
required to perform excavation, backfilling and compaction Work as indicated or as
required to accomplish Work of other sections of these specifications. All excavation,
backfilling and compaction Work shall be in accordance with applicable regulations and as
specified herein.

Excavating, backfilling and compaction includes, but is not limited to the following:

1 Preparation
2. Excavation, backfilling and compaction
3. Dewatering and/or runoff control measures

4, Trench shoring

5. Clean up, protection, maintenance

1.02 RELATED WORK

A.

B.

Section 02230 - Base Course
Section 02590 - Restoration of Existing Improvements

1. Restoration of surfaces or facilities lost, damaged or displaced as a result of Work
included in this section.

1.03 REFERENCES

A.

The applicable provisions of the latest editions of the References listed below shall govern
the Work covered under this Section, unless thereis a conflict between said References and
the requirements of this Section. In the case of such a conflict, the requirements of this
Section shall apply.

Utah Occupational Safety and Health Division (UOSHD).

American Association of State Highway and Transportation Officials (AASHTO):

EXCAVATING, BACKFILLING, AND COMPACTION 02220 -1
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D.

E.

American Society for Testing and Materials (ASTM)

Latest edition of APWA standard Specifications and Drawings.

1.04 SUBMITTALS

1.05

A.

Submit evidence of materials conformance with applicable requirements as well as these
specifications.

Submit samples and laboratory test data of imported soil materials.

Submit product data for separation fabric.

QUALITY ASSURANCE

A.

B.

E.

Comply with federal, state, and local codes and regulations.

All working conditions shall be in accordance with the "Utah Occupational Safety and
Health Division," Safe Practices for Excavation & Trenching Operations, latest edition,
or other Laws or Regulations which apply.

Sanpete County requirements shall govern for all work in Sanpete County road right-of-

ways:

1.

All work shall conform to the applicable standards, regulations, and requirements
of the Sanpete County Public Works Department.

Permits shall be obtained and paid for by the Contractor.
License and Permit Bond, without cancellation clause, in an amount and form

prescribed by the Sanpete County Department of Public Works, shall be provided
by the Contractor in connection with excavations in Sanpete County Right-of-Way.

Utah Department of Transportation requirements shall govern for al work in Utah
Department of Transportation highway right-of-ways:

1

All work shall conform to the applicable standards, regulations and requirements of
the Utah Department of Transportation, including the Specifications for Excavation
on State Highways.

Permits shall be obtained and paid for by the Contractor.

License and Permit Bond, without cancellation clause, in an amount and form
prescribed by the Utah Department of Transportation, shall be provided by the
Contractor in connection with his excavations on Utah Department of
Transportation Right-of-Way.

Utah Department of Transportation regquirements in Utah County Roads:

EXCAVATING, BACKFILLING, AND COMPACTION 02220 - 2
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Nolte Associates, I nc.

1 Where reference is made to Utah Department of Transportation standards in these
Specifications for work in Utah County roads, the work shall conform to the

applicable Utah Department of Transportation standards.

F. Extended Warranty Period for work in Utah County and Utah Department of
Transportation roadways, shall apply.

PART 2 PRODUCTS

201 MANUFACTURERS

A. Materials suppliers shall provide, upon request, verification of a consistent record of
mesting or exceeding materials or performance standards as specified herein.

202 FOUNDATION MATERIALS

A. All foundation materials shall be free from alkali, salt, and petroleum products, roots, sod,
limbs, and other vegetative matter, slag, cinders, ashes and rubbish, or other material that in

the opinion of the Engineer may be objectional or deleterious.

B. Undisturbed soil foundation material:

1 Shall be natural trench bottom soil unless unable to adequately support pipe or
structures.
2. Shall not be lumpy or frozen.
C. Gravd:

1 Shall be hard, durable, broken stone or dlag.

2. Shall be graded within the following limits:
Sieve %Passing
1’ 100
§Z8 85-100
3 20-40
No. 4 10-20

2.03 BEDDING MATERIALS

A. Sand Bedding Material:

EXCAVATING, BACKFILLING, AND COMPACTION
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Nolte Associates, I nc.

2.04

2.05

EXCAVATING, BACKFILLING, AND COMPACTION

1. Shall be free from alkali, salt, and petroleum products, roots, sod, limbs, and other
vegetative matter, slag, cinders, ashes and rubbish, or other material that in the

opinion of the Engineer may be objectional or deleterious.

2. Graded within the following limits:
Sieve % Passing
3/411 100
No. 4 80-100
No. 10 30-50
No. 40 10-30
No. 200 0-15

BACKFILL MATERIALS

A. Granular backfill:

1 Shall be readily compactable and shall be free from alkali, salt, and petroleum

products, roots, sod, limbs, and other vegetative matter, slag, cinders, ashes and
rubbish, or other material that in the opinion of the Engineer may be objectional or
deleterious.

2. Graded within the following limits:
Sieve % Passing
3inch 100
No. 10 50 max.
No. 40 30 max.
No. 200 15 max.
3. May be sdect material from excavation if it will meet all requirements of granular

backfill, including compaction requirements as specified for type of surface
improvement above trench.

B. Excavated Soil Backfill Material:

1

3.

Shall be free from alkali, salt, and petroleum products, roots, sod, limbs, and other
vegetative matter, slag, cinders, ashes and rubbish, or other material that in the
opinion of the Engineer may be objectional or deleterious.

Shall be sdect material from excavation, with no particle larger than 4 inches in
diameter.

Use on-site materials only if specified compaction requirements can be met.

STRUCTURAL FILL

02220 - 4
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A. Structural Fill
1 Naturally or artificially graded mixture of natural or crushed grave, and natural or
crushed sand; ASTM D 2940; well graded, with at least 90 percent passing a 11/2
-inch (38mm) sieve and not more than 17 percent passing a No. 200 (0.075mm)
sieve.
2.06 SUBGRADE STABILIZING MATERIAL

A. Use "Granular Backfill" as defined in "Backfill Materials' Section above.

2.07 DRAINAGE FILL
A. Drainage Fill: Washed, narrowly graded mixture of crushed or uncrushed gravel; ASTM D
448; with 100 percent passing a 11/2 -inch (38mm) sieve and O to 5 percent passing a No. 8
(2.36mm) sieve.
2.08 STABILIZING FABRIC
A. Separation Fabric: Non-woven geotextile, specifically manufactured for use as a separation
stabilization geotextile, made from polypropylene, and with the following minimum
properties determined according to ASTM D 4759 and referenced standard test methods:
1 Grab Tensile Strength: 200 Ibf; ASTM D 4632
2. Tear Strength: 75 Ibf; ASTM D 4533
3. Puncture Resistance: 1101bf;ASTMD4833
4, Water Flow Rate: 40 gpm per sg. ft.; ASTM D 4491

5. Apparent Dopening Size: No. 40; ASTM D 4751

PART 3 EXECUTION
3.01 EXAMINATION

A. It shall be the Contractor's sole responsibility to locate all (whether or not shown on the
Drawings) existing water, sanitary sewer, storm drain, and gas lines, eectrical and
telephone conduit and other underground utilities with their existing house service
connections, and all other underground structures in order that no damage or loss of service
will result from interference with existing lines.

B. Review all available drawings, notes, and information on the location of these underground
lines and structures in determining the location of the existing facilities.

C. Have an dectronic pipe finder on the job at all times and mark all lines on the road ahead of
the excavating machine.
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Blue Stakes Location Center shall be contacted 48 hours before any excavation is
commenced. Phone 532-5000 for assistance.

Mark with paint any existing cracks on concrete along which work will take place, in order
to determine after the construction is completed whether such damage was caused by the
operations of the Contractor or had occurred previously. Any concrete showing unmarked
cracks upon completion of construction shall be evidence of damage caused by the
Contractor, and shall be replaced or repaired to the satisfaction of the Owner of the
damaged concrete, at the Contractor's sole expense.

All fences removed for excavation shall be returned to their original condition except that
damaged portions will be replaced with new fencing at the Contractor's expense.

G. Obtain all required permits.

3.02 METHODS AND PROCEDURES

A.

General Reguirements

1 All gas, sanitary sewer, storm drain, water and other pipdines, flumes and ditches
of metal, wood or concrete, underground electrical conduits and telephone cable,
and all walks, curbs, and other improvements encountered in excavating trenches
carefully shall be supported, maintained and protected from injury or interruption
of service until backfill is complete and settlement has taken place.

2. If any existing facility is damaged or interrupted, promptly after becoming aware
thereof and before performing any Work affected thereby, identify the owner of
such existing facility, and give written notice thereof to that owner and the Owner
and Engineer. Indemnify the Owner from any and all damages resulting from
damaged facilities.

3. All damage, injury or loss resulting from lack of adequate sheeting, bracing, and
shoring shall be the responsibility of the Contractor; and the Contractor shall effect
all necessary repairs or reconstruction resulting from such damage.

4, The trenches shall not be backfilled until the utilities systems as installed conform
to the requirements of the Drawings and Specifications. Where, in the opinion of
the Engineer, damage is likely to result from withdrawing sheeting, the sheeting
shall beleft in place.

5. Trenches shall be backfilled to the proper surface with material as shown or
specified. Trenches improperly backfilled shall be reopened to the depth required
for correction, then refilled and compacted as specified, or the condition shall be
otherwise corrected as approved.

6. Care shall be exercised so that when backfilling is complete and settlement has
taken place, al existing pipes, flumes, ditches, conduits, cables, walks, curbs, and
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other improvements will be on the same alignment and grade as they were before
work commenced.

7. Compaction shall be the responsibility of the Contractor. He shall sdect the
methods to be used and carefully perform the work of backfilling and compaction
SO as to prevent damage to new or existing piping. Any new or existing piping
damaged during the Contractor's work shall be replaced as directed by the Engineer
with new piping.

3.03 INSTALLATION
A. Excavation

1.  Excavation for pipe lines, concrete valve boxes, manholes and appurtenant structures
shall include the work of removing all earth, sand, gravel, quicksand, stone, loose
rock, solid rock, clay, shale, cement, hardpan, boulders, and all other materials
necessary to be moved in excavating the trench for the pipe; maintaining the
excavation by shoring, bracing, and sheeting or well pointing to prevent the sides of
the trench from caving in while pipe laying is in progress; and removing sheeting
from the trench after pipe has been laid.

2. Trench support system shall be suitable for the soil structure, depth of cut, water
content of soil, weather conditions, superimposed loads, vibration. Contractor may
select one of the following methods of ensuring the safety of workers in the trench,
as approved by the Utah State Industrial Commission or its safety inspectors:

a Sloping sides of trench to the angle of repose at which the soil will remain
safely at rest.

b. Shoring trench sides by placing sheeting, timber shores, trench jacks,
bracing, piles, or other materials to resist pressures surrounding the
excavation.

C. Using a movable trench box built-up of sted plates and a heavy sted frame

of sufficient strength to resist the pressures surrounding the excavation.

2. Trenches shall be of the necessary width for proper laying of pipe. Care shall be
taken not to over excavate. The bottom of the trenches shall be accurately graded to
provide uniform bearing and support for each section of the pipe along the entire
length of the barrel of the pipe.

3. Trenches shall be excavated to the depths shown on the Drawings, including any
required allowances for the sewer rock foundation, when required, and for other
pipe bedding requirements.

5. The width of trench, measured at the top of the pipe, shall be as narrow as possible,

but not wider than 15 inches on each side of sewer or water pipe.
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6. Excavation for manholes, concrete valve boxes, and similar structures shall be
sufficient to leave at least 12 inches in the clear between the outer surfaces and the
embankment or timber that may be used to hold and protect the banks.

7. Excess materials shall be hauled away from the construction site or otherwise
disposed of by the Contractor as approved by the Engineer.

B. Backfilling

1 Materials for trench backfill shall be as shown on the Drawings.

2. Pipe bedding:

a

Consists of preparing an acceptable pipe foundation, excavating the pipe
groove in the prepared foundation and backfilling from the foundation to
12 inches above the top of the pipe. All piping shall be protected from
lateral displacement and possible damage resulting from impact or
unbalanced loading during backfilling operations by being adequatdy
bedded.

Pipe foundation: Shall consist of natural soil in the bottom of the trench, or
a built up foundation if conditions so warrant. Wherever the trench
subgrade material does not afford a sufficiently solid foundation to support
the pipe and superimposed load, and where groundwater must be drained,
the trench shall be excavated below the bottom of the pipe to such depth as
may be necessary, and this additional excavation filled with clean,
compacted sewer rock.

A pipe groove shall be excavated in the pipe foundation to receve the
bottom quadrant of the pipe so that the installed pipe will be true to line
and grade. Bdll holes shall be dug after the trench bottom has been graded.
Bdl holes shall be excavated so that only the barrel of the pipe bears on the
pipe foundation.

Pipe bedding from pipe foundation to 12 inches above top of pipe
Materials shall be deposited and compacted in layers not to exceed 8
inches in uncompacted depth. Deposition and compaction of bedding
materials shall be done simultaneously and uniformly on both sides of the
pipe. All bedding materials shall be placed in the trench with hand tools or
other approved method in such a manner that they will be scattered
alongside the pipe and not dropped into the trench in compact masses.
Materials used shall be as shown in the Typical Trench Section in the
Drawings and as specified in Part 2.

3. Each lift shall be evenly spread and moistened or dried by disk harrowing or other
means so that the required density will be produced.

4, Backfill around valves with Granular Backfill Material.

5. Place drainage fill around and under sumps, as shown on drawings.
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3.04

3.05

C. Compaction

1

Backfill Compaction Requirements:

a Under pavements, or other surface improvements, the average density shall
be 96% of laboratory maximum density with no individual test lower than
92% of the laboratory maximum density, as determined by AASHTO
Designation T-1 80 (ASTM D-1 557).

b. In shoulders and other unimproved areas, the average density shall be 90%
of laboratory maximum density with no individual test lower than 86% of
the laboratory maximum density, as determined by AASHTO Designation
T-180 (ASTM D-1 557).

Compaction shall be performed in strict accordance with the manufacturer's
recommendations for each type of pipe.

Mechanical compaction: Shall be accomplished by the use of sheeps-foot rollers,
pneumetic tire rollers, vibrating rollers, or other mechanical tampers of a size and
type necessary to achieve the required degree of compaction.

D. Dewatering

1

The Contractor shall do all pumping, shall build al drains and do all the work
necessary to keep the trench and pipes free from water during the progress of the
work.

In wet trenches, a channd shall be kept open along the side of the pipe for
conducting the water to a sump hole, from which it shall be pumped out of the
trench. No water shall be allowed to enter the pipe.

E. Stabilizing Fabric

1

Install separation fabric on prepared subgrade according to manufacturer's written
instructions, overlapping sides and ends.

PROTECTION

A. Provide barricades and restrict access as appropriate to prevent damage to Work in place.

B. Contractor shall be responsible for protection of Work in place against displacement,
damage, or loss until Owner's acceptance. Any work and subsequently damaged, lost or
displaced shall be repaired or replaced to the Owner's satisfaction at no additional cost.

CLEANING

A. Thoroughly clean, rake, wash, flush or sweep as required to clean adjacent improvements of
materials covered as part of this Work prior to submitting for Owner's acceptance.
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B.

C.

Contractor shall provide all labor, equipment, materials and other items as required to
perform clean up as required by the Owner, adjacent property owners and other
jurisdictions.

Finish grading of areas affected by this Work shall be required as part of clean up.

The roadway including shoulders, slopes, ditches, and borrow pits shall be smoothly
trimmed, and shaped by machinery, or other satisfactory methods, to the lines, grades and
cross-sections, as established, and shall be so maintained until accepted. Any surplus
material not suitable for spreading along the road to widen the existing shoulder or raise the
grade shall be disposed of as specified above.

3.06 TESTING

A.

The Owner shall employ a testing laboratory to perform field and laboratory density tests,
except that the Contractor shall make such additional tests, at his expense, as deemed
necessary by him to assure that the work of compaction is performed properly, determine
any adjustments in compacting equipment, thickness of layers, moisture content and
compactive effort or other means necessary to obtain the specified minimum relative
density. Provide access to the work and all men and machinery necessary to aid the testing
laboratory personnd in performing field density tests or taking samples for laboratory tests.
In general, tests and samples shall be made as the work proceeds.

The Owner shall have testing laboratory perform maximum density tests on materials to be
compacted from samples submitted by Contractor taken from locations sdected by the
Engineer.

The Owner shall have testing laboratory perform field density tests of compacted backfill
materials. The approximate location and number of such tests shall be as shown on the
drawings, as described in the Bid Form, or as sdected by the Engineer. Field density tests
snall be taken as follows:

1 In planted or unimproved areas:
a 18" above the top of the pipe
b. Finished grade
2. In streets, roads, parking lots or other paved areas:
a 18" above the top of the pipe
b. 24" to 36" bdow the gravel road base
C. Grave road base subgrade
d. Top of grave road base

e Top of bituminous surface course
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D. Copies of test results prepared by the testing laboratory shall be transmitted to the
Contractor at the same time they are transmitted to the Engineer.

E. Successful performance of compaction at the location of the field density test shall not
relieve the Contractor of his responsibility to meet the specified density requirements for the
complete project.

***END OF SECTION***
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SECTION 02230

BASE COURSE

PART 1 GENERAL

1.01 WORK INCLUDED
A. Contractor shall provide all materials, labor, tools, equipment, fees, permits,
transportation and other items required to furnish and install base course materials as
indicated or as required to accomplish Work of other sections of these specifications.
Base course Work shall include, but not be necessarily limited to the following:
1.  Subgrade preparation to lines and grades shown on the plan.
2. Place, grade and compact base and sub-base course materials.
3. Dust and surface water control.
4.  Fidd quality contral.
5. Protection.

6.  Cleaning.

1.02 RELATED WORK
A. Section 02220 - Excavating, Backfilling and Compaction
1. Subgrade preparation and compaction requirements

B. Section 02511 - Asphaltic Concrete Paving

1.03 REFERENCES
A. The applicable provisions of the latest editions of the References listed below shall
govern the Work covered under this Section, unless thereis a conflict between said
References and the requirements of this Section. In the case of such a conflict, the
requirements of this Section shall apply.
B. American Society for Testing Materials (ASTM).
C. American Association of Safety and Highway Transportation Officials (AASHTO)

D. Utah Occupational Safety and Health Division (UOSHD)
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E.

Utah Department of Transportation (UDOT)

1.04 SUBMITTALS

A.

Submit sample of base course material to appointed testing laboratory for testing at |east
10 days prior to use. If recent test results by an approved testing laboratory are available
for the material, submit these to engineer in lieu of sample.

1.05 QUALITY ASSURANCE

A.

B.

BASE COURSE

Comply with federal, state, and local codes and regulations.

All working conditions shall be in accordance with the "Utah Occupational Safety and
Health Division", Safe Practices for Excavation & Trenching Operations, latest edition,
or other Laws or Regulations which apply.

Sanpete County requirements shall govern for all work in Sanpete County road right-of-

ways:

1

All work shall conform to the applicable standards, regulations, and requirements
of the Sanpete County Public Works Department.

Permits shall be obtained and paid for by the Contractor.

License and Permit Bond, without cancelation clause, in an amount and form
prescribed by the Sanpete County Department of Public Works, shall be provided
by the Contractor in connection with excavations in Sanpete County Right-of-
Way.

Utah Department of Transportation requirements shall govern for all work in Utah
Department of Transportation highway right-of-ways:

1

All work shall conform to the applicable standards, regulations and requirements
of the Utah Department of Transportation, including the Specifications for
Excavation on State Highways.

Permits shall be obtained and paid for by the Contractor.

License and Permit Bond, without cancdllation clause, in an amount and form
prescribed by the Utah Department of Transportation, shall be provided by the
Contractor in connection with his excavations on Utah Department of
Transportation Right-of-Way.

Utah Department of Transportation requirements in Sanpete County Roads:

1. Where reference is made to Utah Department of Transportation standards in these

Specifications for work in Sanpete County roads, the work shall conform to the
applicable Utah Department of Transportation standards.
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F.

G.

Utah Occupational Safety and Health Division (UOSHD)

Utah Department of Transportation (UDOT)

1.06 SUBMITTALS

A.

Submit sample of base course material to appointed testing laboratory for testing at |east
10 days prior to use. If recent test results by an approved testing laboratory are available
for the material, submit these to engineer in lieu of sample.

1.07 QUALITY ASSURANCE

A.

B.

BASE COURSE

Comply with federal, state, and local codes and regulations.

All working conditions shall be in accordance with the "Utah Occupational Safety and
Health Division", Safe Practices for Excavation & Trenching Operations, latest edition,
or other Laws or Regulations which apply.

Sanpete County requirements shall govern for all work in Sanpete County road right-of-

ways:

1

All work shall conform to the applicable standards, regulations, and requirements
of the Sanpete County Public Works Department.

Permits shall be obtained and paid for by the Contractor.

License and Permit Bond, without cancdllation clause, in an amount and form
prescribed by the Sanpete County Department of Public Works, shall be provided
by the Contractor in connection with excavations in Sanpete County Right-of-
Way.

Utah Department of Transportation requirements shall govern for all work in Utah
Department of Transportation highway right-of-ways:

1

All work shall conform to the applicable standards, regulations and requirements
of the Utah Department of Transportation, including the Specifications for
Excavation on State Highways.

Permits shall be obtained and paid for by the Contractor.

License and Permit Bond, without cancdllation clause, in an amount and form
prescribed by the Utah Department of Transportation, shall be provided by the
Contractor in connection with his excavations on Utah Department of
Transportation Right-of-Way.

Utah Department of Transportation requirements in Sanpete County Roads:

1

Wherereference is made to Utah Department of Transportation standards in these
Specifications for work in Sanpete County roads, the work shall conform to the
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applicable Utah Department of Transportation standards.

1.08 DELIVERY, STORAGE AND HANDLING

A. All base course materials shall be hauled, delivered, stored and handled in such a
manner asto prevent contamination of base course material.

1.09 METHOD OF MEASUREMENT AND BASISFOR PAYMENT

A. Payment for base course will be included in the Lump Sum Bid Price for each item,
which requires this work of completion. Such price shall include full compensation for
the furnishing and placing of materials required to complete the base course, and for all
labor, equipment, tools and incidentals needed to compl ete the work in conformity with
the plans and specifications.

B. No measurement or payment will be made where SUBGRADE STABILIZING
MATERIAL is needed, in the opinion of the Engineer, for construction vehicle traffic or
other work-related, operations, including allowing the subgrade to be exposed to adverse
weather conditions, rendering it soft and yielding.

PART 2 PRODUCTS

2.01 MANUFACTURERS
A. Materials suppliers shall provide, upon request, verification of a consistent record of
meeting or exceeding materials or performance standards as specified heren.
2.02 BASE COURSE MATERIAL
A. Road Base for Concrete Curb and Gutter, and Waterways.
1. Unwashed, hard, durable, angular pit run gravel or crushed natural stone.
2. Shall be free from shale, silt, clay, loam, friable or soluble materials.
3. Shall be free from noticeable concentrations of alkali, salt, and petroleum
products, all roots, sod, limbs, and other vegetative matter, slag, cinders, ashes and

rubbish, or other material that, in the opinion of the Engineer, is objectional or
deleterious.
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4.

Shall be graded within the following limits:

Sieve Size Percent Passing By Weight
1" 100

3/4" 90-100

12" 30-60

3/8" 0-20

#4 0-5

Road Base for Asphaltic Concrete Paving:

1.

2.

Shall be untreated natural stone.

Shall not be lumpy or frozen.

Shall be free from noticeable concentrations of alkali, salt, shale, and petroleum
products, all roots, sod, limbs, and other vegetative matter, slag, cinders, ashes and
rubbish, or other material that, in the opinion of the Engineer, is objectional or
deleterious.

Shall be graded within the following limits:

Sieve Size Percent Passing By Weight
3/4" 100

3/8" 75-91

No. 4 60-80

No. 16 28-48

No. 40 11-23

No. 200 5-9

Excavated base course from under the existing on-site asphalt may be used if it
meets the above specifications and does not become mixed with other soil. Where
removal and replacement of existing base course is required on the plans, existing
base course and pulverized asphaltic materials may be used in the lower 4 inches
of the new base course section. Particle size shall be 2" maximum and shall
otherwise meet the requirements for Base Course Material.

Imported base Course/pulverized asphalt material may be used in the lower 4" of
the new base course section. Material gradation shall meet requirements for Base
Course Material. Contractor shall be required to demonstrate from laboratory
testing that the CBR (California Bearing Ration) value of the base course/asphalt
material be equal to or exceed that of the new base course material to be used on
the project.

2.03 STABILIZING MATERIALS

A.

BASE COURSE

Subgrade stabilizing material :
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1.  Shall be specified for “Base course’ - Gravel

PART 3 EXECUTION

3.01 EXAMINATION

A.

It shall be the Contractor's sole responsibility to locate all (whether or not shown on the
Drawings) existing water, sanitary sewer, storm drain, and gas lines, eectrica and
telephone conduit and other underground utilities with their existing house service
connections, and all other underground structures in order that no damage or loss of
service will result from interference with existing lines.

Review all available drawings, notes, and information on the location of these
underground lines and structures in determining the location of the existing facilities.

Have an electronic pipe finder on the job at all times and mark all lines on the road
ahead of the excavating machine.

Blue Stakes Location Center shall be contacted 48 hours before any excavation is
commenced. Phone 1-800-662-4111 for assistance.

Mark with paint any existing cracks on concrete along which work will take place, in
order to determine after the construction is completed whether such damage was caused
by the operations of the Contractor or had occurred previously. Any concrete showing
unmarked cracks upon completion of construction shall be evidence of damage caused
by the Contractor, and shall be replaced or repaired to the satisfaction of the Owner of
the damaged concrete, at the Contractor's sole expense.

All fences removed for excavation shall be returned to their original condition except
that damaged portions will be replaced with new fencing at the Contractor's expense.

Obtain all required permits.

3.02 METHODS AND PROCEDURES

A.

BASE COURSE

General Requirements

1. All gas, sanitary sewer, storm drain, water and other pipelines, flumes and ditches
of metal, wood or concrete, underground electrical conduits and telephone cable,
and all walks, curbs, and other improvements encountered in excavating for base
course shall be supported, maintained and protected from injury or interruption of
service until installation is complete.

2. If any existing facility is damaged or interrupted, promptly after becoming aware
of the same and before performing any Work affected thereby (except in an
emergency), identify the owner of such existing facility, and give written notice
thereof to that owner and the Owner of this project.
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3.

All damage, injury or loss resulting from lack of adequate sheeting, bracing, and
shoring shall be the responsibility of the Contractor; and the Contractor shall
effect all necessary repairs or reconstruction resulting from such damage.

3.03 INSTALLATION

A. Preparation of Subgrade

1

Prior to placing base course materials, the subgrade shall be scarified to a depth of
not less than 6", moistened or dried to optimum moisture content, rolled with a
sheepsfoot roller, and compacted to at least 96% maximum Modified Proctor
Density as determined in accordance with ASTM D1557 (AASHTO T-180), and
snall be within 2% of optimum moisture content.

The subgrade shall then be proof rolled in the presence of the Engineer by passing
loaded rubber-tired construction equipment uniformly over the surface at a
constant rate. At least two (2) passes shall be made over all subgrade aress.

If excessively soft, loose, or disturbed soils are encountered, they shall be
removed as directed by the Engineer to a maximum depth of three feet (3') and
replaced and recompacted to 96% maximum Modified Proctor Density using
approved subgrade stabilizing material or in the judgment of the Engineer, the
Contractor may be instructed to halt construction activities after scarifying to
allow soilsto dry and stabilize.

Ensure subgrade is to required lines and el evations.

Protect against “pumping” moisture to surface by limiting travel on exposed
subgrade. Where it is determined by Engineer that construction vehicle traffic or
exposure to adverse weather conditions has caused subgrade instability, remove
disturbed soil and replace with SUBGRADE STABILIZING MATERIAL in
accordance with (2) above, at no cost to Owner.

B. Placement of Base Course

1

BASE COURSE

Place base course material on the prepared and accepted subgrade. The material
snall be back-dumped and spread in a uniform lift thickness.

Handle and spread materials in a manner that will prevent segregation of sizes.
When vibrating or other acceptable types of compaction equipment are used, the
entire course may be placed in one layer, provided the ability of the equipment to
achieve specified compaction to the full layer depth is demonstrated. In no case
shall compacted lift thickness be greater than 8".

When base course is constructed in more than one layer, the previously placed
layer shall be cleaned of loose and foreign matter. Upper layer of base course shall
not beless than 1-1/2", nor shall fine materials be added to reach final grade.

Overstressing the subgrade soil and base course shall be avoided by utilizing
equipment in spreading and dumping that exerts only moderate pressures on the
soil. Avoid excessive travel on lower base course lifts. Severe rutting, cracking
or yielding is an indication of overstressing the soil. Any ruts or cracks which
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develop in the base course during spreading or compacting shall be repaired as
directed at no additional cost to Owner.

Base course shall be compacted to no less than 96% maximum Modified Proctor
Density, as determined by ASTM D1557 (AASHTO T-180). Moisture content
snall be maintained to within 1.0% of optimum throughout placing and
compaction operations.

a Compaction shall always be commenced along the edge of the area to be
compacted and the roller shall gradually advance toward the center of the
area to be compacted.

b. Compaction equipment shall be operated along lines paralle or concentric
with the centerline of the road being constructed, and no material variation
there from will be permitted.

Base course shall be substantially true to line and grade as indicated on the
drawings. The surface shall be within /2" of required grade. Completed thickness
of base course shall be within 1/2" of indicated thickness, with average thickness
not |ess than that indicated.

The top surface of compacted base course shall be finished by blading or rolled
with equipment designed for that purpose.

Temporary Graded Surface

a When allowed by the local jurisdiction having authority, where trenches
are excavated in paved traffic lanes, the surface course may be temporarily
replaced by a surface consisting of base course material. The base course
snall be removed and replaced with pavement as soon as conditions permit,
or as required by local jurisdiction having authority.

b. The surface shall be maintained to provide for a smooth flow of traffic
without holes, bumps, etc., until final acceptance of the work.

C Dust and Surface Water Control

1

BASE COURSE

Dust control measures shall be implemented by application of water to all work
areas, storage areas, haul and access roads, or other areas affected by work.

All work shall be in compliance with the Federal, State and local air pollution
standards, and not cause a hazard or nuisance to personnel and the public in the
vicinity of the work.

Provide and operate at least one (1) mobile tank sprinkling unit during the contract
period.

Other methods of dust control for haul and access roads may include chemical
treatment, light bituminous treatment or other method as approved by the Owner.
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5. Surface water shall be controlled to the extent that the areas to receive pavement,
walks or slabs are not allowed to become wet from runoff from adjacent areas.
Surface water shall be directed away from these areas but not directed toward
adjacent property, buildings, or any improvement that may be damaged by water.
Surface water shall not be allowed to enter sanitary sewers.

3.04 PROTECTION

A.

Provide barricades and restrict access as appropriate to prevent damage to Work in
place.

Contractor shall beresponsiblefor protection of Work in place against displacement,
damage, or loss until Owner’ s acceptance. Any work and subsequently damaged, 1ost or
displaced shall be repaired or replaced to the Owner’ s satisfaction at no additional cost.

3.05 FIELD QUALITY CONTROL

A.

3.06 CLEA

A.

C.

BASE COURSE

Contractor shall work with a testing laboratory, employed by the owner, to inspect and
approve subgrade and base course layers and trench backfill before further construction
work is preformed.

If tests indicate that sub-base and/or base course do not meet specified requirements,
remove defective work, replace and retest at no cost to Owner.

NING

Thoroughly clean, rake, wash, flush or sweep as required to clean adjacent
improvements of materials covered as part of this Work prior to submitting for Owner’s

acceptance.

Contractor shall provide all labor, equipment, materials and other items as required to
perform clean up as required by the Owner, adjacent property owners and other
jurisdictions.

Finish grading of areas affected by this Work shall be required as part of clean up.

***END OF SECTION***
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SECTION 02511

ASPHALTIC CONCRETE PAVING

PART 1 GENERAL

1.01 WORK INCLUDED

A. Contractor shall provide all materials, labor, tools, equipment, fees, permits,
transportation and other items required to furnish and install asphaltic concrete paving as
indicated or as required to accomplish Work of other sections of these specifications.
Asphaltic concrete paving work shall include, but not be necessarily limited to the

following:

1 Proof roll base courseto reveal soft and yielding spots.
2. Place and compact asphaltic concrete paving.

3. Pavement Markings.

4, Protection of newly placed pavement.

102 RELATED WORK
A. Section 01500 - Construction Facilities and Temporary Controls:
1 For traffic regulation and barricades.
B. Section 02220 - Excavating, Backfilling and Compaction
1 For subgrade preparation, stabilization material and stabilization fabric.

C. Section 02230 - Base Course

1.03 REFERENCES

A. American Society for Testing Materials (ASTM):

1 D1557, “Test for Moisture - Density Rdationship of Soils using 10 Ib (4.5 kg)
Rammer in 18 inch (457 mm) Drop”.

2. D1559, “Resistance to Plastic Flow of Bituminous Mixtures using Marshall
Apparatus’.

3. D2170, “Kinematic Viscosity of Asphalts (Bitumens)”.

B.  THEASPHALT INSTITUTE (A.l.) Specification series No. 2 (SS-2)
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American Association of State Highway and Transportation Officials (AASHTO):
1 Materials and compaction tests.

State of Utah Standard Specifications for Road and Bridge Construction, latest edition
including Supplement #2.

1 Section 704.03 Asphaltic Cement.

1.04 SUBMITTALS

A.

Submittals shall include, but not necessarily be limited to the following:

1 An asphaltic concrete paving mix design prepared by certified laboratory and
materials certificates signed by material producer and Contractor, certifying that
each material item complies with, or exceeds, specified requirements and shall be
submitted for review and approval at least two weeks prior to commencement of
the work.

2. Written certification of compliance for pavement marking paint.

105 QUALITY ASSURANCE

A.

Do not place asphaltic concrete paving when the air temperature in the shade and/or the
roadbed temperature is below 50° F, or during rain, when the base course surface is wet,
or during other adverse weather conditions.

Do not place tack coat when air temperature in the shade and the roadbed temperature are
below 50° F, or during rain, fog, or other adverse weather conditions.

All work shall be performed by experienced and qualified workmen with equipment
standard in the industry.

Approval by Engineer of sources of supply of materials shall be obtained prior to delivery
of materials.

Comply with federal, state and/or local codes and regulations.

1.06 DELIVERY, STORAGE AND HANDLING

A.

Contractor shall be responsible for proper storage of all equipment and materials to be
provided as part of this specification in accordance with the manufacturer’s
recommendations and shall be responsible for security and proper handling of such
equipment and materials at the project site.
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B. Any materials lost, stolen, or damaged prior to Owner’s final acceptance are to be
replaced or repaired to the Owner’s satisfaction by the Contractor at no additional
cost to the Owner.

1.07 WARRANTY

A. 2 years from date of substantial completion.

1.08 METHOD OF MEASUREMENT AND BASISFOR PAYMENT
A. No measurement will be made.

B. Payment will be included in the lump sum contract amount.

PART 2 PRODUCTS

201 MANUFACTURERS

A. Materials suppliers shall provide, upon request, verification of a consistent record of
meeting or exceeding materials or performance standards as specified herein.

202 MATERIALS
A. Asphaltic cement:
1 Viscosity Graded original, AC-10, conforming to requirements of ASTM D-3381
(AASHTO M-226, Table 2), and Section 704.03 - State of Utah Standard
Specifications for Road and Bridge Construction.
2. Shall not foam when heated to 350° F.
B. Mineral aggregate:

1 Shall consist of crushed stone, crushed gravel, or crushed slag, or a combination
thereof; free of clay, silt, organic matter or other deleterious materials.

2. Gradation shall be in accordance with the following:

a Asphaltic concrete ¥%":

Sieve Size Percent Passing
by Weight
12" 100
#4 55 -85
#16 24 - 38
#50 9-21
#200 4-8
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3.

Course aggregate, retained on the No. 4 sieve shall consist of clean, hard, rough,
durable and sound fragments, with not less than 50 percent of particles by weight
with at least one mechanically fractured face or clean angular face.

Fine aggregate passing the No. 4 sieve may be either a natural or manufactured
product. The aggregate shall be clean, hard grained and moderately sharp, and
snall contain not more than 2 percent by weight of vegetable matter or other
deleterious substances.

That portion of the fine aggregate passing the No. 40 sieve shall be nonplastic
when tested in accordance with ASTM D-424.

The weight of minus 200 mesh material retained in the aggregate, as determined
by the difference in percent passing a No. 200 sieve by washing and dry sieving
without washing, shall not exceed 6 percent of the total sample weight. That
portion of fine aggregate passing the No. 200 sieve shall be determined by
washing with water in accordance with ASTM C-117.

The aggregate shall be of uniform density and quality and shall have a rodded
weight of not less than 100 pounds per cubic foot when tested in accordance with
ASTM C-29.

The aggregate shall have a percentage of wear not exceeding forty when tested in
accordance with ASTM C-131 and C-535.

The aggregate shall have a weighted loss not exceeding 12 percent by weight
when subject to five cycles of sodium sulfate and tested in accordance with
ASTM C-88, D-1073, and D-692.

203 ASPHALTIC CONCRETE PAVING MIXTURE

A. Combine mineral constituents and asphalt cement in proportions per mix design at a
central plant to produce an asphaltic concrete pavement mix.

B. Mix design shall be based on the Marshall Method. The combined mineral aggregate
plus any approved additives when mixed with the asphaltic cement in accordance with
ASTM D-1559 shall conform to the following requirements:

1

2.

3.

4.

Marshall Stability: 1200 pounds minimum
Flow (0.01 inch): 10- 18
Voids Content: 1.5% to 3%

Asphaltic Cement Content: 5% to 6% by weight

C. The asphaltic cement shall be heated at the mixing plant to a temperature at which it can
be applied uniformly to the aggregate.

D. Coarse and fine aggregate shall be stored separatey at the mixing plant in a manner that
will prevent intermingling.
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E. When it is necessary to blend aggregates from one or more sources to produce the
combined gradation, each source or size of aggregate shall be stockpiled individually.
Aggregate from the individual stockpiles shall be fed through separate bins to the cold
elevator feeders. They shall not be blended in the stockpile.

F. Cold aggregates shall be fed carefully to the plant so that surpluses and shortages will not
occur and cause breaks in the continuous operation.

G. The aggregate shall be dried and heated to provide a paving mixture temperature in
conformance with placing conditions, but not to exceed 163°C (325°F).

H. The heated and dried aggregates shall not contain enough moisture to cause the mixture
to slump, the asphalt to foam, or the aggregate to segregate during hauling and placing.

l. The shortest mixing time consistent with satisfactory coating of the aggregate shall be
used. The mineral aggregate shall be considered satisfactorily coated with asphaltic
cement when all of the particles passing the No. 4 sieve and 96 percent of the particles
retained on the No. 4 sieve are coated with asphaltic cement. The required mixing time,
as determined above, shall bein accordance with ASTM D-2489.

J. If adryer drum mixing process is used, the mineral aggregate shall be considered
satisfactorily coated with asphaltic cement when all of the particles passing the No. 4
sieve and 98 percent of the particles retained on the No. 4 sieve are coated with asphaltic
cement. The moisture content of the asphaltic cement sampled behind the laydown
machine prior to compaction shall not exceed 1 percent by weight.

204 TACK COAT
A. Cut-back asphalt RC or MC 70 or 250.
205 MARKING PAINT
A. Alkyd resin, yellow in color, factory mixed, quick-drying, and non-bleeding, complying
with Section 713.07 of the Utah State Department of Transportation Standard
Specification for Road and Bridge Construction. Contractor to apply two (2) coats of
marking paint for all striping.
PART 3 EXECUTION
3.01 EXAMINATION

A. Coordinate layout and installation of paving materials with other construction elements to
ensure adequate headroom, working clearance, and access.

B. Examine surfaces to receive asphaltic concrete paving for compliance with installation

tolerances and other conditions affecting performance of the pavement system. Do not
proceed with installation until unsatisfactory conditions have been corrected.
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3.02 METHODSOR PROCEDURES
A. Preparation
1 Proof roll base course surface. Replace wet, spongy, soft, uncompactable or

other unsuitable material with new base course material at no additional cost.
Finish and compact repaired area as specified in Section 02230 - Base Course.

2. Ensure base course surface is to required elevation. Remove |oose material from
base course surface.
3. Do not place prime coat or asphaltic concrete paving until base course

installation has been approved by the Construction Manager.
B. Transporting the Asphaltic Concrete Pavement
1 Transport time from the mixing plant to the job site shall not exceed 1 hour.

2. The hauling truck shall have no direct frame contact with the paver or bear down
on the paver during dumping operations.

3.03 INSTALLATION
A. Tack Coat

1 Prior to placing pavement, a tack coat shall be applied to the vertical edges of
concrete and "cold" pavement (over 1/2 hour old), which will be in contact with
new pavement. Tack coat shall extend 12 inches onto adjacent base course
material. The tack coat shall be carefully applied at arate of 0.15 gal/SY. Tack
coat shall also be applied uniformly at the same rate to the horizontal top surface
of each lift of bituminous pavement prior to placing the next lift of bituminous
pavement to promote a bond between the two courses of pavement. None of the
material shall penetrate into the pavement and for this reason the application

should be limited.

2. Prior to applying the material, the surface to be treated shall be swept or flushed
free of dust or other foreign material.

3. Protect all surfaces not required to receive tack coat from any inadvertent
application.

4, The temperature range of the tack coat at the time of application shall be such

that the viscosity will be between 50 and 100 centistokes as determined in
accordance with ASTM Designation D-2170.

5. Under no circumstances shall traffic be permitted to travel over the tacked
surface. If detours cannot be provided, restrict operation to a width that will
permit at least one-way traffic over the remaining portion of the roadbed. If one-
way traffic is provided, the traffic shall be controlled in accordance with
governing authority.
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6. After application of tack coat, sufficient time shall be given to allow for complete
separation of asphalt and water before paving operations begin. The tack coat
shall be applied on only as many surfaces as will be paved against in the same
day.

7. Under no circumstance shall traffic be permitted to travel over tacked surface. If
detours cannot be provided, restrict operation to a width that will permit at least
one-way traffic over the remaining portion of the roadbed. If one-way traffic is
provided, the traffic shall be controlled in accordance with governing authority.

B. Placement of Asphaltic Concrete Pavement

1 Place asphalt pavement to provide a compacted depth as indicated on the plans.
Placing the pavement shall be a continuous operation. The machine shall spread
mixture and shall strike a finish that is smooth, true to cross section, uniform in
density and texture, and free from hollows and other irregularities. If any
irregularities occur, they shall be corrected before final compaction of the
mixture. The paving machine shall be self-propelled, equipped with hoppers,
distributing screws, adjustable screeds and equalizing devices, capable of spread-
ing hot asphaltic concrete paving mixtures without tearing, shoving or gouging,
and of producing a finished surface of specified quality. Place inaccessible and
small areas by hand.

2. Ensure asphalt pavement temperature is between 150 and 300 centistokes as
determined with ASTM D-2170 when mixing with a pugmill, or between 220°F
and 260°F when using the dryer-drum mixing process, immediately after placing
and prior toinitia rolling.

3. Ensure joints made during paving operations are straight, clean, vertical and free
of broken or loose material. Carefully make joints to insure a continuous bond
between old and new pavement, or between successive day's work. A continuous
bond between adjoining work is required.

4, If morethan 1/2 hour eapses between adjacent paving passes, the "cold joint"
snall have tack coat applied to the "cold" pavement prior to placing the adjacent
pass.

C. Compaction

1 Roll and compact to specified density before temperature of the mixture drops
below 180°F.

2. Compact asphalt paving course to required density, with a steel wheeled tandem

roller, sted three-whedled roller, vibratory roller, or a pneumatic-tired roller,
weighing not less than five tons. Start compaction as soon as pavement will bear
equipment without checking or undue displacement. Speed of roller shall be
slow enough to avoid displacement of hot mixture, and any displacements
occurring as a result of changing the direction of the roller, or from any other
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D.

cause, shall at once be corrected by the use of rakes and of fresh mixture where
required. Ensure each pass of roller overlaps previous passes by at least 1/2 of
theroller width to ensure smooth surface free of roller marks. Keep roller wheels
sufficiently moist so as not to pick up material. Rolling shall continue until roller
marks are eliminated and no further compression is possible. The finished
compacted pavement shall have a density of 96% minimum, no test less than
92% of the density determined in accordance with ASTM D-2041.

3. L eave pavement with a uniform, dense surface.

4, Perform hand tamping in areas not accessible to rolling equipment. Thorough
compaction must be achieved, and joints between curbs, headers, manholes and
similar structures must be effectively sealed.

Do not allow vehicular traffic on newly paved areas until surface has cooled to
atmospheric temperature.

Pavement Marking

1 Unless otherwise directed by Construction Manager, the painting of parking
stripes shall be commenced not earlier than 15 days after completion of the
asphaltic concrete paving.

2. Prior to painting, broom or sweep the surface to remove dirt, loose stones or
other foreign material. Solvent material that will damage pavement shall not be
used as cleaning agents.

3. Apply two (2) coats of marking paint for all striping.

3.04 PROTECTION

A.

B.

Provide barricades and restrict access as appropriate to prevent damage to Work in place.

Contractor shall be responsible for protection of Work in place against displacement,
damage, or loss until Owner’s acceptance. Any work and subsequently damaged, lost or
displaced shall be repaired or replaced to the Owner’ s satisfaction at no additional cost to
Owner.

After final rolling, do not permit vehicular traffic on pavement until it has cooled and
hardened.

3.05 FIELD QUALITY CONTROL

A.

Testing and observation of asphalt pavement mix and asphalt pavement installation will
be performed by testing laboratory in accordance with Section 01400 - QUALITY
CONTROL. Testing and observation will be performed so as to minimize disruption to
Work.

Testing laboratory shall verify weight or proportions, character of materials used and
temperatures used in the preparation of asphaltic concrete mix.
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C. Testing laboratory will perform one laboratory test on proposed asphalt pavement mix to
determine conformity with requirements.

D. The testing laboratory will perform at least one series of compaction test for asphalt
pavement, following pavement curing. Location of samples to be selected by the
Engineer.

E. Ensure surface of completed asphalt pavement is true to lines, profiles and elevations
indicated, and is free from depressions exceeding 1/8 inch when measured with a 10 ft.
straightedge. The thickness of compacted pavement shall be within /4 inch of the
design thickness, with the average thickness not |ess than the design thickness.

F. If tests indicate that asphalt paving does not meet specified requirements, remove
defective work, replace and retest at Contractor’s expense.

G. Areas not capable of being corrected by rerolling shall be removed and be rectangular in
shape and completely enclosing the area to be corrected, with sides parallel or
perpendicular with pavement edges. Skim patching is not permitted.

3.06 CLEANING

A. Thoroughly clean, rake, wash, flush or sweep as required to clean adjacent improvements
of materials covered as part of this Work prior to submitting for Owner’ s acceptance.

B. Contractor shall provide all labor, equipment, materials and other items as required to
perform clean up as required by the Owner, adjacent property owners and other
jurisdictions.

C. Finish grading of areas affected by this work shall be required as part of clean up.

D. The roadway including shoulders, slopes, ditches, and borrow pits shall be smoothly
trimmed, and shaped by machinery, or other satisfactory methods, to the lines, grades and
cross-sections, as established, and shall be so maintained until accepted. Any surplus
material not suitable for spreading along the road to widen the existing shoulder or raise
the grade shall be disposed of as specified above.

***END OF SECTION***
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SECTION 02590

RESTORATION OF EXISTING IMPROVEMENTS

PART 1 GENERAL

101 WORK INCLUDED

A.

Contractor shall provideall materials, labor, equipment, transportation, and other itemsrequired
torestore existing improvements dislocated, damaged, or removed as indicated or asrequired to
accomplish Work of other sections of these specifications. All restoration Work shall be in
accordance with applicable regulations and as specified herein.

Restoration of existing improvements includes, but is not limited to the following:

1. General Restoration Requirements.

2. Restoration or replacement of gravel, asphaltic concrete, or portland cement concrete
pavements, including base course and striping.

3. Portland cement concrete curbs, gutters, sidewalks, and driveways.
4, L andscaping improvements.
5. Miscellaneous improvements.

6. Irrigation / Sprinkler systems.

1.02 RELATED WORK

A.

Section 02220 - Excavating, Backfilling and Compaction

1. Compaction requirements under paving and landscaping areas, removal of unsuitable
materials.

1.03 REFERENCES

A.

Theapplicable provisions of thelatest editions of the References listed below shall governthe
Work covered under this Section, unless there is a conflict between said References and the
requirements of this Section. In the case of such aconflict, the requirements of this Section shall

apply.

State of Utah Standard Specifications for Road and Bridge Construction, latest editioninduding
all addendums.

American Society for Testing and Materials (ASTM)
American Association of State Highway and Transportation Officials (AASHTO)

American Concrete Institute (ACT)
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1.04

1.05

1.06

1.07

F. Concrete Reinforcing Sted Institute (CRSI)

SUBMITTALS

A. Submit shop drawings, manufacturer’s literature, certifications, and other product data in
accordance with other sections and as specified herein.

B. Required submittals include, but are not limited to:

1. Manufacturer’ s recommended transportation, unloading, and storage requirements
aswdl asinstallation guides and instructions for materials provided as part of this
work.

2. Evidence of materials conformance with applicable requirements and these
specifications.

3. Dimensional information for pipes, valves, fittings, castings, structures and other items
provided as part of this Work.

4, Design of replacement and extension of irrigation sprinkler systems.

C. Contractor shall maintain accurate construction record drawings for items restored as part of

this Work, but covered by subsequent landscaping, paving or as a result of Work of other
sections of these specifications. Theserecords shall be submitted to Engineer for approval prior
to application for final payment.

QUALITY ASSURANCE

A.

Transportation, handling, storage and installation practices shall be in accordance with
manufacturer’ s recommended practice for materials provided as part of this Work.

Use adequate numbers of skilled workmen who are trained and experienced in the type of
construction required.

Thequality of thefinished restored improvement, as determined by the Owner, shall beof equal
or better quality than was said improvement prior to being damaged or removed.

DELIVERY, STORAGE AND HANDLING

A.

Contractor shall be responsible for proper transportation ,unloading, handling, storage, and
security of all equipment and materialsto be provided as part of this specificationin accordance
with manufacturer’ s recommendations.

Materials shall be stored in such a manner as to prevent damage or degradation. Any
materials damaged prior to installation shall be removed from the project and replaced with
new materials at no additional cost. Lost or stolen materials shall be replaced at no
additional cost.

PROJECT CONDITIONS

A.

Review site conditions prior to construction to identify any areas that will require restoration
and to assess items that will need advance approval from Owner or Engineer.
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1.08

1.09

MEASUREMENT AND PAYMENT

A.

No measurement shall be made of thiswork. Restoration of Existing Improvementswill bepaid
as a part of the Lump Sum Bids. Such Price shall constitute full compensation for furnishing
and placing of materials required to completethe Restoration of Existing Improvements, and for
all labor, equipment, tools and incidental s needed to compl ete the work in conformity withthe
plans and specifications.

WARRANTY

A.

All work done shall have a 2-year guaranty period.

PART 2 PRODUCTS

201

2.02

2.03

2.04

2.05

MANUFACTURERS

A.

Manufacturers providing materials or equipment as part of this specification shall have a
minimum of five (5) years experience in the design, manufacture, testing and support of
such materials.

Manufacturers shall provide, upon request, verification of a consistent record of meeting or
exceeding materials or performance standards as specified herein.

MATERIALS- GENERAL

A.

Materials shall beas required to compl etethe restoration of existingimprovements, and shall be
at least equal to original improvement at the time of damage or removal, as determined by the
owner of said improvement, and shall match original construction in finish and dimension.

Materials shall be in accordance with requirements of local jurisdiction having authority.
Obtain approval of all materials from local jurisdiction having authority prior to ordering.

UNTREATED BASE COURSE

A.

Shall conform to the requirements of section 02230 - Base Course.

SUBGRADE STABILIZING MATERIAL

A.

See Section 02230 - Base Course.

STABILIZING FABRIC

A.

Separation Fabric: Non-woven geotextile, specifically manufactured for use as a
separation/stabilization geotextile; made from polypropylene, and with the following minimum
properties determined according to ASTM D 4759 and referenced standard test methods:

1. Grab Tensile Strength: 200 |bf; ASTM D 4632

2. Tear Strength: 75 Ibf; ASTM D 4533
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2.06

2.08

3. Puncture Resistance: 110 Ibf; ASTM D 4833
4, Water Flow Rate: 40 gpm per sg. ft.; ASTM D 4491

5. Apparent Opening Size: No. 40; ASTM D 4751

BITUMINOUSPAVING MATERIALS

A.

See section 02511 - Asphaltic Concrete Paving.

SOD AND VEGETATION

A.

All materials shall be from sources approved by the Owner; however, such approval does not
relievethe Contractor from responsibilities for growth, maintenance and replacement specified
herein.

Topsoil:

1. Topsoail for backfill mixture for tree pits shall be fertilg, friable, natural loam, surface
soil, reasonably free of clay lumps, brush, weeds, and other litter, and free of rocks,
stumps, stones larger than 2" in any dimension, and other extraneous or toxic matter
harmful to plant growth. Obtain topsoil only from naturally well-drained sites where
topsoil occursin adepth of not less than 4.

2. Do not obtain from bogs or marshes.
Manure:
1. Wi l-dried, rotted, unleached, pulverized cattle manure reasonably free from refuseand

harmful materials.
Mulch:
1. Fine grind bark mulch.
Tree staking and guying:
1. Sted T-post stakes 8 feet long and sted ground stakes 18 inches long.
2. All T-post stakes shall be primed and painted a dark green color.

3. Provide wireties and guys of 2-strand, twisted, pliable, galvanized iron wire not lighter
than 12-gauge.

4, Provide new 2-ply garden hose not less than 5/8-inch diameter in size, cut to required
lengths to protect tree trunks from damage by wires.

Sod:

1. Strongly rooted blend of Kentucky Blue Grass sod, not lessthan 2 years old and free of
weeds and undesirable native grasses.
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2. Provide only sod capable of growth and development when planted (viable, not
dormant).
3. Recommended Kentucky Blue Grass mixture is: 50% Baron, 25% Glade and 25%
Touchdown, or approved equal.
G. Commercial fertilizer:
1. Agriform 20-10-5 21-gram fertilizer tabletsfor trees and shrubs. Providethreetablets
per tree.
2. Ammonium sulfate fertilizer in pelet form for lawn areas at 40 actual pounds of
nitrogen per acre.
H. Trees:
1. Trees shall be not less than indicated sizes, balled and burlapped or container grown,
unless otherwise indicated, specified or required by Owner of tree removed.
l. Shrubs:
1. Shall be as removed, minimum 5 gallon can.

2.09 IRRIGATION SPRINKLER SYSTEM

A. Contractor shall guarantee all materials and workmanship to be free from defects for one year
from the date of substantial completion.

B. All valves, heads, quick couplers, controllers, and other fixtures shall be of the same make and
model as similar existing equipment, unless such mode has been discontinued or as otherwise
approved by Engineer.

C. Pipe
1. Sprinkling pipe shall be new, Polyvinyl Chloride (PVC) plastic pipe, extruded from

virgin parent material.

2. Pipe shall be homogenous throughout, and free of cracks, holes, foreign materials,
blisters, wrinkles, and dents.

3. Pipe shall conform to National Sanitation Foundation (NSF) drinking water standards,
and shall be marked with the manufacturer’s name, size, schedule, type of pipe, and
working pressure.

4, Main line pipe shall be schedule 40 ring-tite pipe.

5. Sprinkler lateral pipes 4-inch diameter and smaller shall be PV C 1120/1220, Typel,
Grade 2, Schedule 40.

D. Fittings and connections shall be molded fittings of the same size and material as
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pipe being connected, suitable for solvent weld. Plastic saddle and flange fittings are not
acceptable.

Drain valves shall be installed on all main lines. Drain valves shall 3/4" brass full turn ball
cocks tested for 150 psi pressure.

Valvewiring shall be direct burial cable, of sizes appropriatefor the distance and installation,
and shall be type “UF" 600 volt stranded or solid copper, single conductor wire with PVC
insulation, and bear UL approval.

Valve boxes shall be prefabricated, with adequate room for the number of valves and fittings
being installed, including adequate room for maintenance. Boxes shal megt ASTM D-638 with
lock down lids.

Thrust blocks shall be provided for main lines.

PART 3 EXECUTION

3.01 EXAMINATION

A.

Verify that Work covered under other sections of these specifications is completeto the point
that Work covered under this section may properly commence without hindering or damaging
Work of other trades. Do not proceed with construction until unsatisfactory conditions have
been corrected.

Verify that Work performed under other sections of these specifications has been adequately
inspected, tested and accepted prior to covering up that Work as part of the Work specified
under this section.

Carefully examine restoration aress, verifying dimensions, materials and other restoration
reguirements with Engineer and Owner prior to beginning Work covered under this section..

3.02 METHODS AND PROCEDURES

A.

General Reguirements

1. Contractor shall obtain all permits necessary for the restoration of existing surface
improvements.

2. Contractor shall protect al public and private property adjacent to the work.
Exercise due caution to avoid damage to such property.

3. All improvements damaged or removed shall be restored in accordance with local
jurisdiction having authority. In case of conflict between these specifications and local
authority specifications, thelocal authority shall govern.

4, Repair or replaceall existing surfaceimprovements, which weredamaged or removed as
aresult of operations of Work under this contract. Restoration shall be of at least equa
guality and identical in dimension to original improvement unless specifically specified
otherwise.
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3.03 INSTALLATION
A. Grave Surfaced Areas
1. Where trenches are excavated through gravel-surfaced areas such as roads and
driveways and other areas, the gravel surface shall be restored by placing road base
material upon a prepared subgrade.

2. Subgrade preparation shall conformto Paragraphs 221.3 and 225.3 of the Stateof Utah
Standard Specifications for Road and Bridge Construction:

a Average of fidd density determinations shall be 95% of the maximum dry
density, with no determination lower than 92%.

b. The maximum dry densities shall be determined in accordance with the
following:

i. A-1 Soils: AASHTO Designation T-180, Method D.
ii. All other Sails; AASHTO Designation T-99, Method D.

3. Thickness of road base surface shall be 6 inches or shall match existing, whichever is
greater.

4, Compaction of road base surface shall conformto Paragraph 301.3 of the State of Utah
Standard Specifications for Road and Bridge Construction.

B. Asphaltic Concrete Surfaced Areas
1. Where trenches are excavated through asphaltic concrete surfaced areas such as roads,
driveways or parking areas, the surface shall be restored by preparing the subgrade,
placing base course(s), placing tack and prime coats, and placing the asphaltic concrete

surface course(s).

2. Subgrade preparation shall conform to applicable parts of Paragraphs 221.3 and 225.3
of the State of Utah Standard Specifications for Road and Bridge Construction:

a Average of fidd density determinations shall be 95% of the maximum dry
density, with no determination lower than 92%.

b. The maximum dry densities shall be determined in accordance with the
following:

i. A-1 Soils: AASHTO Designation T-180, Method D.
ii. All other Sails; AASHTO Designation T-99, Method D.

3. Thickness of base course shall be 6 inches, shall match existing, or shall beas required
by local authority having jurisdiction, whichever is greater.
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4,

6.

Placing and compaction of base course shall conform to applicable parts of Section 301
of the State of Utah Standard Specifications for Road and Bridge Construction,
excluding pay factor allowances.

Tack Coat

a Tack coat shall be applied at therate of 0.05t00.15 gal/SY. A hand sprayer or
brush shall be used to apply tack coat to vertical faces of previously constructed
bituminous pavement (over ¥2 hour hence) prior to placing an adjacent or paralld
pass, curbs, gutters, slab edges, and all structuresto bein actual contact withthe
bituminous pavement. Tack coat shall also be applied uniformly at thesamerate
tothehorizontal top surface of each lift of bituminous pavement prior to placing
the next lift of bituminous pavement to promote abond between thetwo courses
of pavement. None of the material shall penetrateinto the pavement and for this
reason the application should be limited.

b. Prior to applying the material, the surfaceto betreated shall be swept or flushed
free of dust or other foreign material.

C. Protect all surfaces not required to receive tack coat from any inadvertent
application.

d. The temperature range of the tack coat at the time of application shall be such
that the viscosity will be between 50 and 100 centistokes as determined in
accordance with ASTM Designation D-2170.

e Under no circumstances shall traffic be permitted to travel over the tacked
surface. If detours cannot be provided, restrict operation to a width that will
permit at least one-way traffic over the remaining portion of the roadbed. If
one-way traffic is provided, the traffic shall be controlled in accordance with
governing authority.

f. After application of tack coat, sufficient time shall be given to allow for
compl ete separation of asphalt and water before paving operations begin. The
tack coat shall be applied on only as many surfaces as will be paved against in
the same day.

Mixing, placing, spreading and compaction of bituminous surface course shall conform
to applicableparts of Section 402 of the State of Utah Standard Specificationsfor Road
and Bridge Construction, excluding pay factor allowances.

C. Vegetated Areas

1

Prior to placing sod or other final vegetative cover, examineand repair the subgrade as
necessary to assure a smooth and even surface which will match grade and contours of
surrounding undisturbed ground. Finish grade construction areasto match gradeprior to
construction activities. Assure that a positive slope away from all building walls is
maintained for at least 10 feet to prevent runoff from approaching walls.
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2.

Prepare soil under areas to receive vegetation by placing topsoil to a depth equal to
surrounding conditions or to 6", whichever isgreater. Disk or till 3 cubic yards manure
per 1000 square feet of surface areato a depth of 8 inches.

Roll and rake areas receiving vegetation to smooth, even surface, free of ridges, with
loose, uniformly fine texture.

Allow for final vegetation thickness when preparing subgrade.

Restore raked areas to specified condition if eroded or otherwise disturbed after fine
grading and prior to placing vegetative cover.

Removestones over 1-1/2 inchesin any dimension and sticks, roots, rubbish, and other
extraneous matter.

Limit preparation to areas which will be planted promptly after preparation.

Moisten prepared lawn areas before planting if soil isdry. Water thoroughly and allow
surface moisture to dry before sodding. Do not create a muddy soil condition.

D. Trees and shrubs;

Layout individual treelocations.
Secure approval of Engineer and Owner prior to planting.

Excavate tree and shrub pits with vertical sides. Dispose of subsoil removed from
landscape excavations. Do not mix with backfill. If tree or shrub is to be planted on
excavation area, remove all impervious fill from tree and shrub pit down to pervious
material.

Place three Agriform fertilizer tablets evenly around the perimeter of, and immediately
adjacent to the root ball at a depth which is between the middle and the bottom of the
root ball.

When excavation is approximately 2/3 full, water thoroughly before placing remainder
of backfill. Repeat watering until no moreisabsorbed. Water again after placing final
layer of backfill.

Stake or guy trees immediately after planting. Stakes and guys should be evenly
distributed around tree. All stakes must be driven so as not to disturb the root ball.

E. Sprinkling Systems:

1

Restore all sprinkling systems disturbed, removed, or damaged by construction
operations in a condition at least equal to that prior to construction, and expand
sprinkling system into areas of new planting.

a Slope all pipesto drain.

b. Install pipe, valves, fittings, heads, and other fixtures per manufacturer’s
recommendations.
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F.

G.

C. Install drain sumps around main line drain valves.

d. Connect new valvesto system controller. Coordinatewith fadlities maintenance
personndl.

Sodding:

1

Lay sod to form asolid masswith tightly fitted joints. Butt ends and sides of sod strips;
do not overlap. Stagger stripsto offset jointsin adjacent courses. Work from boardsto
avoid damageto subgradeor sod. Tamp or rall lightly to ensure contact with subgrade.

Work sifted soil into minor cracks between pieces of sod; remove excess to avoid
smothering of adjacent grass.

Secure sod on slopes with U-shaped wire clips as required to prevent slippage.
Immediately after planting, sod shall bethoroughly watered with afinespray. Watering
shall occur as frequently as needed to keep sod constantly moist for aperiod of 14 days
after planting. Two weeks after planting, apply ammonium sulfatein pellet format 40
actual pounds of nitrogen per acre. Water thoroughly immediately after fertilizing.

Miscellaneous Restoration Items

1.

All other improvements interrupted or removed to permit the construction specified
herein shall berestored. Reuse materials if in good condition. Use new materials for
any components, which are in poor condition or are damaged during construction or
relocation. Use new materials for any culverts or buried utility piping. Miscellaneous
improvements to be restored shall include, but shall not be limited to, the following:

a Culverts

b. Fences

C. Utilities, including water meters, boxes, valves, and servicelines
d. Mail boxes

e Pavement markings and directional signs

3.04 PROTECTION

A.

B.

Provide barricades and restrict access as appropriate to prevent damage to Work in place.

Contractor shall beresponsiblefor protection of Work in place against displacement, damage,
loss or theft until Owner’ s acceptance. Any Work installed and subsequently damaged, lost or
displaced shall be repaired or replaced to the Owner’ s satisfaction at no additional cost.

Planting Maintenance:

1

2.

Begin maintenance immediately after planting, and continue until inspection and
acceptance, in no case less than 30 days from the time of completion of Work.
Maintain trees by pruning, cultivation and weeding as required for healthy growth.
Restore planting saucers.
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3. Tighten and repair stake and guy supports and reset trees to proper grades or vertical
position as required. Spray as required to keep trees free of insects and disease.

4, Maintain lawns for not less than 30 days and longer as required to establish an
acceptable lawn. To be acceptable, lawn must be past second mowing with no bare
spots. Maintain lawns by watering, fertilizing, weeding, mowing, trimming, and other

operations such as rolling, regrading and replanting as required to establish a smooth,
acceptable lawn, free of eroded or bare areas.

3.05 CLEANING

A. Thoroughly clean, rake, wash and/or flush all restoration Work prior to submitting for Owner's
acceptance.

***END OF SECTION***
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